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1.0 Introduction

Section 316(b) of the Clean Water Act (CWA) requires that the Jocation, design, construction,
and capacity of cooling water intake structures (CWIS) reflect the best technology available
(BTA) to minimize adverse environmental impacts “due to the impingement (IM) of aquatic
organisms (i.e., fish, 'shellﬁsh:, and other forms of -aquatic life) on intake structures and the
entrainment (E) of eggs and larvae through cooling water systems. On July 9, 2004, the U.S.
Environmental Protection Agency (EPA) promulgated regulations in the Federal Register
applicable to large existing power plants (Phase II facilifies) that use large amounts of cooling

Water These regulations, published in the Code of Federal Regulations (CFR) Chapter 40. _

Part 125 Subpart J became effective on Septembcr 7, 2004

The Phase II rcgulatlons establish pcrformance standards for CW. IS of existing power plants that
withdraw more than 50 million gallons per day (MGD) of surface waters and use more than
25 percent of the withdrawn water for cooling purposes. The new rule requires all large existing
power plants to reduce impingement mortality by 80.— 95 percent and to reduce the number of
smaller aquatic organisms drawn through the cooling system by 60 — 90 percent. The water

- body type on which the facility is located, the capacity utilization rate, and the magnitude of the

design intake flow relative to the waterbody flow détermine whether a facility will be required to
meet the performance standards for IM or both IM&E. The final rule allows these performance
standards to be met through using a combination of the existing intake design, additional intake

_ technologies, operational modifications, and using restoration measures. This approach also

provides flexibility by allowing stte-specific performance standards, if economic conditions do

. - not Jusufy the Tull cost of meetlng the standards.

The EPA 316(b) Phase I rule requires that each affected facﬂlty develop and subrmit a Prapoa:al

' for Information Collection (PIC) to the applicable permitting agency prior to implementation of .

data collection activities. The PIC must inclade the following key elements:

e A description of the proposed and/or implemented technologies, operational |

measures, and/or restoration measures to help develop a compliance strategy to meet
the performance standards

'« A description of any historical studies charactenzmg IM&E and/or the physmal anid .
biological conditions in the V1c1mty of the CWIS and their relevance to the proposed

study;

‘e A summary of any past or ongoing consultatlons with rcgulatory agenC1cs and other
stakeholders that are relevant to the stody; and

Encina Power Stafion ~ Proposal for Information Collection : 1-1



S » A sampling and analysis plan (SAP) for any new - ﬁeld studies needed to estimate
. IM&E.

'_ This PIC serves as .a study 'plan for a Comprehensive Demonstration Study (CDS), which
provides thc in‘formation to: | ' -

. Deterrmne the basclme calculations of IM&E to be compared with performance
standards -

¢+ Evaluate combinations' of technologies, operational measures- ' and/or restoration
measures, which may be implemented to meet the performance standards; and

«  Evaluate whether a site-specific BTA defermination is warranted and can be justified
: using a cost/cost or cost/benefit test.

1.1 RegulataryApphcabmty

The Encina Power Station (EPS) is located adjacent to the Agua Hedionda Lagoon (or AHL) on
the Pacific Ocean. Because of its location near the ocean, the facility is subject to the following

* pational performance standards (Table I- 1) for the reduction of IM&E resultmg from the -
operation of the CWIS: :

N ‘Table 1-1 ' '
AN IM&E Performance Standards for Phase IX Facﬂmes

‘Standard - 7 Reductlon Requirement

lmping‘ehentmoﬁality R 80-95%
Entrainment - 60 - 90%

Thc EPA 316(b) Phase II rule generally requu'es that facﬂmes subject to the rule sub:mt the CDS.
 with the application for renewal of the National Pollutant DISchargc Elimination System
. (NPDES) permit. Facilities with NPDES permits expiring prior to July 9, 2008 may request an

extension for submittal of the CDS no later than. Japuary 7, 2008. The current EPS NPDES

‘pcmnt has expired on February 5, 2005. A timely application for renewal was submitted to the

‘San Diego Regional Water Quality Control Board (SDRWQCB) on June 23, 2004. The EPS has

- submitted a Tetter to the SDRWQCB on January 6, 2005 requesting the following schedule for
subrruttal of the two reports required under the EPA 316(b) Phase II Rule:

. Pmposal for Information COﬂection — submittal due April 1,2006
« Comprehensive Demonstration Study — submittal due January 7, 2008

*Encina Power Station — Proposal for Information Collection - - - o : _ 12
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1.2  Purpose

The purpose of this document is to meet or exceed the requirement for the preparation and

submittal of the PIC in accordance with 40 CFR 125.95(b)(1). This Plan is being submitted for

agency review and comment in advance of implementation. However, information collection
activities may be initiated prior to receipt of agency comments.
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20 Facility Descripﬁoh

" The EPS has been owned and operated by Cabrillo Power I LLC (Cabrillo) since May 22, 1999.

The power plant was previously owned by San Diego Gas and Electric Company (SDG&E).

The EPS is a fossil-fucled steam electric power generating station that began 0peranon in 1954,
Thermal energy provided by the combustion of the fossil-fuels is used to generate steam to drive

five stearn turbine generators. The plant also has one air-cooled gas turbine generator achieving -

a combined nominal thermal energy output capacity for the plant of 939 megawatts. Waste heat

 generated at EPS is dxscharged to the Pacific Ocean. The combmed cooling and service water
| desxgn flow 1s 857.29 MGD.

Cooling water is withdrawn from the Pacific Ocean via the AHL. The cooling water intake
structure complex is located approximately 2200 feet from the ocean inlet to the lagoon.

~ Variations i in the water surface due to tide ) range from a Jow of —3.52 feet to a high of +4.79 feet
[elevation “0” being mean sea level, (msl)], based on measurenents made by Coastal
© Environments (2005). 'The intake structure is jocated in the lagoon, in front of the

generating units.

2.1  Facility Location

The EPS is located at 4600 Carlsbad Boulevard in the southwest area of the City of Carlsbad
California, adjacent to the AHL on the Pacific Ocean in Section 18, Township 12 South, Range 4

West of the San Bernardino Baseline Meridian. Figure 2-1 depicts the location of the facility .

and the location of the cooling water intake and dischargc points relative to the shoreline.

Encina Power Station — Proposat for Information Collection _ o 21




Figure 2-1
Encina Power Station Location Map

22 Source Water Body Description

The environmental setting of AHL, the primary source water body for the EPS, is discussed in
detail in Bradshaw et al (1976), SDG&E (1980), and summarized in EA Engineering, Science
and Technology (1997). The following is a_ description of the physical and ecological
-characteristics of the AHL, on which the EPS is located.

Encina Power Station — Proposal for Information Collection 2-2




221 Physical Characteristics

Agua Hedionda is the third largest watershed within the Carlsbad Hydrologic Unit. The
watershed, dominated by Agﬁa Hedionda Creek, extends approximately 10.62 miles (tni) inland
from the coast and is about 18,837 acres in area, comprising 14 percent of the Carlsbad
Hydrologic Unit. Agna ‘Hedionda_ Creek originates on the southwestern slopes of the San
Marcos Mountains in west central San Diego County and discharges into the Pacific Ocean via
AHL. The highest elevation within the watershed is 1 ,500 feet above mean sea lcvel (amsl),
located in the San Marcos Mountains. '

-~

The EPS is located on the AHL, which is a man-enhanced coastal lagoon that extends 1.7 mi
inland and is up to 0.5 mi wide. The lagoon is Iocated along the Pacific Coast in San Diego
County approximately 26 mi north of the City of San Diego. The lagoon was constructed in
1954 to provide cooling water for the power plant. The construction enhancement involved a
permanent opening of the connection of the lagoon with the ocean. Pnor to this, the lagoon was
ephemerally connected to the ocean when creek flows were high. A railroad trestle and the
Interstate Highway 5 bridge separate AHL into three interconnected segments: an Quter, Middle,
and Inner Tagoon. The surface areas of the Outer, Middle, and Inner lagoons are 53, 24, and 190
acres, respectively based on measurements made bj Coastal Environments (2005). The lagoon is
separated from the ocean by Carlsbad Boulevard and a parrow inlet 151 feet wide and 9 feet
deep at the northwest end of the Outer Lagoon that passes under the h1ghway and allows tidal
.exchange of water with the ocear.

Circulation and i_nput into AHL is dominated by semi-diurnal tides that bring approximately
1,454 acre feet of seawater through the entrance to the Outer Lagoon on flood tides based on
measurements made by Coastal Environments (2005). Approximately half of this tidal volume
flows into the Middle and Inner lagoons. On ebb tides this same tidal volume flows out through
the entrance to the ocean. As a result of this tidal flushing, the lagoon- is Jargely a marine
environment. Although freshWater_ can enter the ‘lagoon through Agua Hedionda Creek, which

" drains an 18,500 acre watershed, for most of the year freshwater flow is minimal. Heavy rainfall

in the winter can increase freshwater flows, reducing salinity, especially in the Toner Lagoon.
The lagoon system is kept open to the ocean by routine dredging of the Outer Lagoon ancl the
‘channel to the ocean.

Bottom sediments in the lagoon reflect the speed and location of the periodic tidal currents. The
Outer Lagoon sediments consist of coarser gravel and sands in areas of highest current velocities.
- The Middle Lagoon consists of an inter-tidal zone largely comprised of mud. The largest water
body segment, tbe Inner Lagoon, consists of mostly finer sands, silt, and clay with organic
detritus, especially at the far eastern end of the lagoon. Some narrow sand beaches and rock np- -
rap substrate ate also present in the Inner Lagoon.
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AHL is tidally flushed through the small inlet in the Outer Lagoon by waters from the Pacific
Ocean. The physical oceanographic processes of the southem California Bight that influence the
lagoon includes, the tides, cuments, winds, swell, temperature, dissolved oxygen, salinity,
nutrients. These are most affected by the daily tidal exchange of coastal scawater. Near the
mouth of the lagoon the mean tide range is 3.7 feet with a diurnal range of 5.3 feet. Waves
breakmg on the shore generally range in height from 2 o 4 feet, although larger waves (6 to 10
feet) are not uncommon. Larger waves exceeding 15 feet occur infrequently and are usually
associated with winter storms. Surface water in the local area ranges from a minimum of 57

: degrees Fahrenheit ("F) t0 a2 maximum of 72°F with an average annual temperature between 63°F

and 66°F.

222 Agua Hedionda Lagoon Ecolog.-cal Charactenstlcs

The AHL is listed by the State of California as a Section 303(d) 1mpa1red waterbody Iargely due
to sedimentation/siltation and coliform contamination resulting from multiple non-point source
discharges in Agua Hedionda watershed. Sedimentation of the lagoon can occur both from

- sediment flows within the watershed and from tidal flows from the Pacific Ocean. The bacterial -
contamjnation is likely from muitiple sources Within‘the: watershed. '

In November of 2000, the U, S. FlSh and Wﬂdhfe Service (F&WS) under the Endangered
Species Act of 1973, as amended, d351gnatcd AHL as critical habitat for the tidewater goby

) (Eucyclogobius newberryz), a federally listed endangered species. However, no tidewater gobies

have been observed in the AHL since the 1950°s when the lagoon was originally dredged as the
power plant cooling water source and the lagoon is no longer viable habitat for the species.

‘Based on that fact, Cabrillo Power I LLC filed for declaratory and injunctive relief in federal
“district court on August 31, 2001, against the F&WS for faﬂmg to base the AHL and Creek

cntlcal habitat desi gnation on best scientific data and failing. to analyze the economic and other |
impacts of the designation. On February 28, 2003, based upon a stipulated settlement, the

~ United States District Court ordered that the tidewater goby critical habxtat des1gnat10n for AHL
and Creek be vacated without prejudice.

Land use within the watershed is dominated by urban develoljment. Natural habitats are
scattered and occur-iu a ‘matrix of agriculiural and urban development, however, several
relatively Jarge patches of native vegetation occur in the eastern portion of the watershed and in
the central area just intand from AHL ' | ‘

A study on the ecologlcal resources of Agua Hedionda showed that it has good water quality and
supports diverse benthic infauna, bird, and fish communities (MEC Analytical 1995). Eelgrass
was found in all three lagoon segments, but was limited in the Inner Lagoon to depths above

'approxunately —6.5 feet mean lower low water (MLLW) because water. turbidity reduced

penetration of light for photosynthesxs in deeper areas. The eelgrass beds provide a valuable
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. habitat for benthic organisms that are fed upon by birds and fishes. Although eelgrass beds were

less well developed in areas of the Inner Lagoon, it was found to provide a wider range of -

“habitats, iné]udin_g mud flats, salt marsh, and seasonal ponds than elsewhere in Agua Hedionda.

As a result, bird and fish diversity was highest in the Inner Lagoon.

A total of 35 species of fishtzs was found during the 1994 and 1995 sampling conducted by MEC
_ (MEC Analytical 1995). The Middle and Inner lagoons had more-species and higher abundances

than the Outer Lagoon. During the 1995 survey, only four species were collected in the Outer
Lagoon, compared to 14 to 18 species in the Middle and Inner lagooms. Silversides

"(Atherinopsidae) and gobies (Gobiidae) were the most abundant fishes collécted. Silversides,
‘ mcludmg jacksmelt and topsmelt, that occur-in Iarge schools in shallow waters where water

temperatures are warmest were most abundant in the shallower Middle and Inner lagoons
Gobies were most abundant in the Tnner Lagoon which has 1arge shallow Inudﬂat areas that are
their preferred habitat.

An impingement and cntrainme_xit stildy was conducted at EPS in 1979-1980 (SDG&E 198G). In
the impingcinent study, fishes and invertebrates were collected and quantified from the traveling
screens and bar rack system of the power plant. Seventy-six species of fishes, 45 species of
macroinvertebrates, and 7 species of algae and marine plants were impinged. There were also
seven thermal treatments (intake tunnel heat shock treatments) sampled during the year and
90 percent of the fishes collected consisted of nine species: deepbody anchovy, topsmelt,
northern anchovy, shiner surfperch, California grunion, walleye surfperch, queenfish, rougd

© . stingray, and giant kelpfish.

The recent assessment of the ccologmal resources of Agua Hedlonda (MEC Analytical 1995) d1d

not find any tidewater gobies (Eucyclogobius newberryz) This federally endangered species was.
once recorded as occurring in the lagoon prior to construction of the Outer Lagoon in the early

1950s. The. present marmc-mﬂuenc_e_d envircnment in the lagoon would not .tcnd_to support

tidewater gobies because they prefer brackish water habitats, No listed fish species were

collected in the recent study.

223 Pac:ftc Ocean Ecalog.'caf Resources

The outer coast has a diversity of marine habitats and includes zones of intertidal sandy beach .
" subtidal sandy bottom, rocky shore, subtidal cobblestone, subtidal mudstone and water colurmn.

Organisms typical of sandy beaches include polychactes, sand crabs, isopods, amphipods, and
clams. California grunion utilize the beaches around EPS during spawning season from March
through August. Numerous infaunal species occur in subtidal sandy bottoms with mollusks,

polychaetes, arthropods, and echinoderms compnsmg the dominant invertebrate fauna. Typical -

fishes in the sandy subtidal include queenfish, white croaker, several surfperch species, s;x:ckle;d

sanddab, and California halibut. Also, California spiny lobster and Cancer spp. crabs forage over’
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“the sand. Many of the typically outer coast species can occasionally occur within AHL, carried -

by ihcoming tidal currents.

The rocky. habitat at the discharge canal and on offshore reefs supports various kelps and '

_ invertebrates including barnacles, snails, sea stars, limpets, sea urchins, sea anemones, and

mussels. Giant kelp {Macrocystis) forests are an important community in the area offshore from -
‘Aguna Hedionda. Kelp beds provide habitat for a wide variety of invertebrates and fishes. The

 water column and kelp beds are known to support many fish species, including northern

abchovy, jack smelt, queenfish, white croaker garibaldi, rockfishes, kelp bass, whlte seabass, '

surfperches, and hafibut.

Marine-associated wildlife that occur in the Pac1ﬁc Waters off AHL. are numerous and include
birds such as brown pelican, surf scoter, cormorants, western grebe, gulls, terns and loons.

. Marine mammals, including porpoise, sea lions, and-migratory gray whales, also frequent the -

adjacent coastal arca.

23 Cooling Water Intake Structure Desrgn

Cooling water is withdrawn from the Pacific Ocean via the AHL. The CWIS complex is located '
approximately 2,200 feet from the ocean inlet to the lagoon. The intake structure is located on

R the lagoon, 1o the north of the generaung upits as shown on Figure A-1included in Appendix A.

As the water flows into the intake structure, it passes through trash racks made up of metal bars
spaced about 3% inches apart, which prevent passage of large debris into the intake. The trash

| - rack inlet structure is shown on Figure A-2 included in Appendix A. The intake downstream of

the trash rack tapers into two, 12-foot wide intake tunnels. From these tunnels, the cooling water
enters four six-foot wide conveyance tunnels. Cooling water for conveyance tunnels 1 and 2
passes through one of two vertical traveling screens to prevent fish, grass, kelp, and debris from

' _entering pump intakes for generating umt_s 1,2, and 3.

Conveyance tunnels 3 and 4 carry cooli‘ng water to the intakes for generating units 4 and 5,

respectively. ‘Traveling water screens are located at the intake of pump 4 and the intake of
pump 5. A detailed plan layout of the entire tunnel system is shown on Figure A-1 mcluded in .
Appendlx A. :

- Bach cooh_ng water intake consists of two circulating water pumps and one Or two service

pumps. During normal operation, one circulating water pump serves each half of the condenser,
S0 when aunit is geperating power both pumps are in operation. :

There are a total of seven traveling screens that remove any debris Whlch has passed through the
trash racks. Two screens service the combined flows of generating Units 1, 2, and 3. Unit 4 has
two traveling water screens, while Unit 5 has three traveling water screens. The screens are
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conventional through—ﬂow,‘vert.ically rotating, single entry, band-type screens, mounte__d in the
screen wells of the intake channels. Each screen consists of a series of baskets or screen panels
attached to a chain drive. Since the screens are designed to prevent the passage of particles large
enough to clog the condenser tubes, the screening surface is made of 3/8-inch meshed stainless
steel wire, with the exception of Unit 5 screens, which have 5/8-inch square openings. Cooling
water passes through the wire mesh screening surface and floating or suspended matter is
retained on the screens. The screens Totate automatically when the debris buildup causes a
predetermined préssure differential across the screen (or the difference in sea water level before
and after the screen increases to a set level). ‘As the screens revolve, the material is lifted from

' the front of the intake screenwell by the upward travel of the baskets. The screens travel 3 feet

per minute, making one complete revolution in about 20 minutes. A screen wash system in the
traveling screen structure provides water (sea water from the intake tunnel) to wash the debris
from the traveling screen. At the head of the screen, mater is removéd from the baskets by a

spray of water, which is even] y distributed over the entire basket width. The jet spray washes the

accurnulated material into a trough and the trough conveys the debris into debris collection
‘baskets. Accumulated organic debris is discharged to the outfall structure.
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Characteristics and specifications of the CWIS are presenfed in Table 2-1.

Table 2-1 _
Design Characteristics of EPS Cooling Water Intake Structure
Unit1 | Unit2 | Unit3 Unit4 Unit 5
Latitude 33°08°16°N | 33°08' 16N | 33°08'16°N | 33°08/16"N | 33°0B'16°N
Longitude 117°20016"W | H7 200 16" W | 117°20116"W | (17°20018"W | 117°200 16" W
;T;:;?:r of circulating water 2 9 5 2 2
Pump capacity (pér purnp) 24000gpm .} 24,000 gpm 24000gpm | 'iOD.OOU gpm' {: 104,000 gpm "
Service water 3000 gpm 3000 gpm 6000 gpm 13,000 gpm 18,200 gpm
" Trash bar opening -3%’inch 3%inch 3% inch 3 % inch 3% inch "
. E;Ln:r?sr of raveling water 2 (shared) . 2 {shared) 2 (shared) 2 3
Screen type Standard Stndard | Standard Standard Stendard
through flow through flow through flow through fiow through flow
Screen mesh opening 38 inch 3/8 Inch 3/8 inch 3 inch 5/8 inch
Screen height (in water, high 248 foet pa8fest |  24.8fest 24,8 foet 24.8 foet
tide) ' -

- Approach velocity (fow tide) 121ps 1.21ps 121ps 1614ps 1.1fps
Through-screen velocity (low 2.1 ips 2.1 1ps 2.1 fps 291ps 2.0%ps
tide) : .

Screen rotation Auomaticon | Actomaticon | Automaticon |- Automaficon | Automaticon
AP} AP - AP AP AP
Screen wash pressure . - . 70 psig . 70 bsig- ‘ 70 psig 70 psig 70 psig.

24 Cooling Water Intake Structure Operation

During normal operation, one circulating water pump serves cach half of the condenser, so when -
_aunitis generatmg power, both pumps are in 0perat10n

_ Traveling water SCreens nonna]ly are set on automatic, starting up when the differential pressure

across the screen exceeds the set point. At the beginning of each work shift (0600, 1800), the

screens are turned on and the automatic start is checked to ascertam that the screens are

functioning properly.

“The plant produces its own sodium hypochlorite electrolytically from seawater for use in

chlorination of the cooling water system. A bromide additive (sodium bromide), which reacts
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with chlorine to form hypobromous acid, and a bio-dispersant are also used with the sodium

hypochlorite as enhancers.

7

The treatment solytion is injected io the channel immediately upstream of the once-through
cooling water and saltwater service pump suctions for each unit. Each injection point is
individually controlled. Chlorination is conducted for about five minutes per hour per unit on a
timed cycle each day. This method of chlorination resuits in a minimal chlorine residual in the
cooling water being discharged to the ocean. '

The intake tunnels-are thermally treated (tunnel re-circulation) approximately every five weeks.
Encrusting organisms in the early stages of development are small enough to pass through the
trash racks and screens and enter the intake tunpels, attach themselves to the tunpel walls,
traveling water screens, and other parts of the cooling-water system. If not removed, the

: encmstmg organisms grow and accomulate at a: rate of approximately 1000 yd3 over a six-month -

period. These accummlations restrict the flow of coolmg water to and through the condensers,
causing a rise in the condenser operating temperature and the temperature of the discharged

circulating water. A thermal tunnel re-circulation treatment process prevents encrusting -
- organsms from developing to any significant size or quantity. - The treatment causes the

encrusting organisms to release from the surfaces and wash through the condensers to the ocean
with the circulating water discharge, reducing the need for maintenance outages for normal
cleaning of the cm:ulatmg water inlet tunnels and condensers. This practice also helps to
maintain the lowest possible temperature rise across the condenscrs thcreby improving plant
efﬂcmncy and reducmg thermal Ioad to the ocean. ‘

Thermal treatthent is performed by restrictmg the flow of cboling water from the lagoon and re-
circulating the condenser discharge water through the conveyance tunnels and condensers until
an inlet water femperature of approxmately 105°F is attained. Maintaining a temperature of

105°F in the intake tunnels for approximately two hours has proven to be effective in removing

encrusting organisms. -- The- total time: réquired for the thermal treatment operation, including

. temperature bluldup and cool down, is apprommately six houis.

2 5 Calculatron Baseline

- EPA, in its 316(b) Phase I rule for existing facﬂmes, requlres reductions in IM&E when N

compared against a “calculation baseline.” This calculation baseline is the level of IM&E that
would occur if the CWIS were designed with the following characteristics:
. Once—through coo]mg system;

» Opening of CWIS located at, and the face of the traveling screens is onented parallel
_ to, the shoreline near the surface of the source waterbody;.
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+ Conventional tm'vcliﬁg screens with -3!87inch mesh; and
« No S_tructurai or operational controls to reduce IM&E.
The EPS intake system is dcquivalcnt in terms of entrainment of aﬁuatic _orgarﬁsms and
impingement of organisms on screens to the baseline shoreline.intake with no fish protection
features defined by the Environmental Pfotection Agency in the‘new Section 316(b) Phase 11
Existing Facilities Rule (National Pollutant Discharge Elimination System—Finaj Regulations).
“The EPSCWIS design has a few deviations from these baseline cbnditions.- Tﬁe‘ traveling water ‘
- screens on Unit 5 have 5/8” screéns and each of the 7 sets of traveling water screens are set well
back from the shoreline of the lagoon. The recent IM&E study performed at the EPS will .
provide the necessary information for determi-ning‘a ‘rep?eséntaﬁve calculation basclihé for the

station.
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3.0 Historical Studies

EPA Phase 1I 316(b) regulations [40 CFR 125. 95(b)(1)(n)] require that the PIC inciudes a list

. and description of any historical studies charactenzmg IM&E, as well as physical and biological
_conditions in the vicinity of the facility CWIS. The following sections provide a surnmary of

previous entrainment and impingement studies conducted at the EPS and within AHL.

The following sections also present a discussion of .the relevance of the data to the current
conditions and the IM&E studies at the EPS. )

3.1 EPSImpingement Mortality and Entramment Characterization Stud:es

- The followmg sections summarize prcvxous IM&E characterization studies performed at the

EPS.
311 1980 EPS 316(b} Demonstration

In 1980, SDG&E owned and operated the EPS (SDG&E 1980) A 316(b) demonstration was |

conducted for the facility (SDG&E 1980) as required at the time by the SDRWQCB. The study
included descriptions of the facility, descriptions of the physical and biological environment of

AHL and surroundmgs studies of entrainment, nnpmgement and entrainment survival at the

plant, and an environmental impact assessment that also evaluated the feasibility of altemanve
intake technologies to reducc IM&E. '

. A list of taxa (“critical ‘spééies”) that included 16 fishes, 11 ichthy0p1ankton, and one
- zooplankter, were selected based on six criteria and approved by the SDRWQCB for detailed

study during the program (Table 3-1). Some additional species that were found to be commeon in

the subsequent sampling were also added to the list. The report reviewed the life histories of thc '

critical species.

31 1.1 Entramment

' _A ome-year entrainment and source water charactenzauon study was conducted beginning in

1979 as part of the 316(b) demonstration studies at the EPS. Plankton samples were collected

monthly at five offshore stations using 505 and 335 micron mesh nets attached to a 2 feet |
diameter bongo net system. Collections were also made monthly in the Middle and Upper lagoon -
_segments and every two weeks in the Outer Lagoon using 1.6 feet diameter nets (503 and 335
" micron mesh size). The procedures specified the use of a depressor weight connected to the

towing apparatus but there was no indication at what depths the plankion samples were typically

‘taken. Tows were targeted at 10 minutes at a speed of 1.5 to 2 knots. Entrainment samples were
- also collected every two weeks using a plankton pumping system in front of the intakes. -
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taken in the evening or early morning hoors.

Tahle 3-1 7
Critical Species Studied During 1979-1980
“Critical Species” Common Name
- Adult fishes .

Engraulis mordax northem anchovy
Atherinops affinis topsmelt
Paralabrax clathratus kelp bass
Paralabrax maculatofasclatus potied sand bass
Paralabrax nebulfer _ barred sand bass
Cynoscion nobilis white seabass
Menticirrhus undulatus California corbina .
Sén’phus poﬁtus queenfish
Ampfiistichus érgenteus barred suriperch
Hyperprosopon argenteum walleye surfperch
Semicossyphus pulcher _ Califomia sheephead _
Mugil cephalus siriped mullet
Citharichthys sordidus Pacific sanddab_

- Paralichthys californicus California halibut
Pleuronichitfiys verticalis hornyhead turbot
Haterostichus rostra fus giani kel;jﬁsh '

' ‘ lchthyoplankion '
- _Anchoa compressa ' \'deepbody anchovwy

' Engraulis mordax ndrthem andae\fy
Cottidae sculpins ..
Serranidae | seabasses
Sclaenidae croakers
Coryphopterus nicholsi blackeye goby
Gobiidae ' gobies
Citharichthys stigmaeus - | spotted sanddab
Paralichthys californicus -] Califomia halibut
Pleironectidae righteye flounders
Hypsopsetia gutiulata diamond turbot
Atherinopsidag silversides

Zooplankton
Acariia fonsa l copepods

| Althongh most samples were collected during daylight hoﬁts some samples were occasionally
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Anchovies (pﬁmarily deep body and northern) were the most abundant larval forms in_ both the
- source water and entrainment samples, followed by croakers and sanddabs (Table 3-2). There
were fewer fish eggs.and more goby larvae in the entrainment samples whereas kelp and sand

~ bass larvae were substantially more abundant in the combined source water samples from the

Lagoon and offshore. Overali the average composition between the entrainment and source water
data sets were very similar for the ten most abundant taxa. Only English sole, Parophrys vetulus,
larvae were among the top ten entrainment taxa not represented in the top ten source water taxa.

Table 3-2 o 7 _
Average Annual Densities of the Ten Most Abundant Ichthyoplankton Taxa per 100 m’
(26,417 gal) In Source Water (lagoon and offshore stations combined) & Entrainment
{(pump samplmg) Collectlons for 33511 Mesh Nets Durmg 1979 :

Taxon | Source Water Entrainment

anchovies * | Engraufidae 9527 855.2
croakers Sciaenidae 347 ' 400.6

" speckled sanddab Citharichthyssp. 782 827
fish eggs : unidentified fish egg 338 | 202

. gobies | Gobidee - | 202 . A9
silversides : Atherinidas - ' 8.3 .. 108
wiasses Labridae 64 | 40
combtooth blennies ' Hypsoblennius sp. - 6.1 : 57
séa basses = . Serranidae _ 5.1 0.9
rockfishes Sebastes sp. B 28 25

. Englishsole - .- | Parophrys vetulus - 0 _ 1.9

Note; Engﬁsh Sole not colfécted In source waterbody.

~ Entrainment Iosses were calculated for each two-wcck sampling interval by multiplying the
_average plankton densities at the intake by the volume of cooling water drawn through the plant

during that period. Annual, monthly, and daily rates were estimated by averaging the entrainment
estimates for all sampling periods and calculating values for the indicated duration. Annual

estimates for total zooplankton entrainment were 7. 4x10° (505}.1 et data) and 30.9x10° (G335 net

data) individuals, The copepod Acartia tonsa was the most abundant species in the entrainment

- collections (Table 3-3)
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Annual estimates -of the abundance of ichthyoplankton entrained through the power plant were
4.15x10° (505u'net data) and 6.66x10° (335) net datz) individuals per year. Fish eggs comprised
98 percent and 86 percent of the total annual ichthyoplankton entrainment uvsing the 505p and
335) net estimates, respectively. Through-plant entrainment mortality was assumed to be 100%
for larvae and 60% for eges based on survival experiments that were conducted. The report
presented average annual densities of the critical species by net type and daily entrainment
estimates for selected plankton groups (Table 3-3). |

Table 3-3
Average Daily Entrainment Estimates at EPS Based On Daily Plant Ciréulating Water
Flow of 795 MGD .

_ Daily Entrainment Mean Percent -

Piankton Group o 3B . 505p| - ofTotal
Acartia tonsa (copepod) _ . 477107 . 7.63x108 - 41.2%
fish eggs | ' 1.57x107 1.11x107 19.9% .
Decapoda 132107 | aatas | 134%

other Copepoda 8.47X106 216x108 | 79%

- other Crustacea : T 6.95x108 2.70x108 7.2%

other Zooplankton ] 5.68x108 455105 1 4.8%
Chastognatia - - 1.83x108 1.56x10° . 25%
fishlarvae - 2.52x108 Co24ex105]  24%
 Mysidacea o 6.70x105 x| 15%
- | 100.0%

Entrainment unpacts were assessed by qualltatlve compansons of entrainment losses to the _
estimated numbers of larvae in nearby source waters, comparisons of additional power plant .

mortahty to natural mortality rates, entrainment probabilities based on current studies, and
pnmary productmty studies. It was concluded that the entramment of 1.82x107 fish larvae and
eggs daily was small compared to the egg and larval concentrations measured in monthly
plankton tows in the source water body. It was estimated that average daily losses of planktonic
organisms amounted to about 0.2% of the plankton available within one day’s travel time from
the power plant by current transport. At the seaward entrance to AHL, a water parcei' was
estimated to have a 34% probability of entering the lagodn. The 10% probability of entrainment
isopleth was calculated to lie near the northemn and eastern extremities of AHL, and the 70% and
90% entrainment probability isopleths were calculated to be near the intakes and well within the
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southern third of the Outer Lagoon. The modeled isopleths shifted toward the seaward entrance

~on a flood tide and toward the Middle Lagoon on an ebb tide. Using the 70% entrainment

probability isopleth to define intake effects, it was shown that the maximum extent of intake
effects was about 1000 feet into the southern end of the Outer Lagoon segment. With natural
mortality rates assumed to be 99% for egg and larval stages of most marine fish species it was
concluded that additional mertality from the EPS was not significant. There was no modeling of
entrainment impacts on larvae using demographic or proportional loss models. It was also
concluded, based on results of light-dark bottle experiments, that entrainment effects on source
water primary productivity were negligible.

3.1.12 Impingement

Impingement of fishes and invertebrates on the traveling screens and bar rack system of the EPS
were monitored daily during normal operations for 336 consecutive days in 1979. The main
method was to obtain abundance and weights from samples accumulated over two 12-hour
periods (daylight and night) each day for all three screening syStenls at the plant. During this
period there were a total of 79,662 fishes from 76 taxonomic categories weighing a total of
3;076 Ibs collected (Table 3-4). The six highest-ranking fishes by numbers impinged were
queenfish, deepbody anchovy, topsmelt, California grunion, northern anchovy, and shiner
surfperch. These are all open water forms that occur in schools. These six species represented
82% of all fishes nnpmged during normal operations sampling.

There were also seven heat treatments conducted during the study period, Heat treatments are -

- operational procedures designed to eliminate mussels, barnacles, and other fouling organisms

growing in the cooling water conduit system. During a heat treatment, heated effluent water from _
the discharge is redirected to the intake conduit via cross-commecting tunnels until the water
temperature rises to approximately 105°F in the screenwell area. This water temperature is
maintaned for at-least one hour, during which time all biofouling organisms, as well as fishes
and investebrates living within the cooling water system, succumb to the heated water. During
heat treatment surveys, all material impinged onto the traveling screens are removed from the
forebay. Fishes and macroinvertebrates were separated from incidental debris, identiﬁed,_ and
counted. During the 1979 studies, the total weight of fishes impinged during these operations
was 5,340 Ib (Table 3-4). Over 90% of the fishes collected consisted of nine species: deepbody
anchovy, topsmelt, northern anchovy, shiner surfperch California grunion, walleye surfperch,
queenfish, round stingray, and giant kelpfish, The numbers of fishes resident in the tunnels |
during heat treatments was greatest in winter and least in sumrmer,

) Macroinvertebrates that ranked high in the total numbers impinged included yellow crab (Cancer

anthonyi) with 2,540 individuals, swimming crab (Portunus xantusii) with 884, lined shore crab
(Pachygrapsus crassipes) with 866, and market squid (Loligo opalescens) with 522. The yellow
crab and market squid both have commercial fishery value whereas the other two species are
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small and are not fished commercially. California spiny lobster, the most valuable invertebrate in
the local commercial fishery, was rare in the samples with only two individuals impinged during
the entire year-long study period.

Table 3-4

Impingement Summary Of Fishes Co!lected During Normal And Heat Treatment Surveys
Conducted From January 1979 To January 1980 at the EPS

Normal Heat Treatment
Common Name Scientific Name Count Weight (ib [kq]) Count Weight (Ib [ka])
queenfish Seriphus pofitus 18,681 201 (91.3) 3,483 212 (96.3)
deepbody anchovy | Anchoa compressa 13,299 . 142 (64.3) 23,142 402 (182.2)
topsmelt Atherinops affinis 10,915 248 (112.3) 21,788 366 (166.1)
California grunion - Léuresthes tenuis 8,583 75 (33.8) 9,671 180 (81.7)
northern anchovy Engraulis mordax 7434 32(14.6) | 1-9,567 207 (34.0)
shiner surfperch Cymatogaster aggregata - 6,545 118 (53.3) 12,326 607 {275.5)
walleye surfperch " | Hyperprosopon argenteum | 1,877 111 (50.4) 3,3'05_. 1153 {522.8)
white surfperch Phanderodon furcatus © 1,751 37 (17.0) 604 19 (8.6)
round stiﬁgray Urolophus halteri 1 ,688 410{185.9) - 1,685 801 (404.2)
California halibut | Paralichthys californicus 1,215 126 (57.1) 329 117 (53.0)
allothers | | 7678 isTs2) | 7200 . 1.366(619.7)
. Tota! - | 70862 | 2076(3%52) | 0 108102]  5340(24224)

Nate: The top 10 species by number are listed.

Impacts caused by impingement were assessed by comparing the numbers and biomass of fishes .

lost to plant operations to the abundance and biomass of fishes resident in the nearby source
waters of AHL, nearshore habitats, and the San Diego coastal area. Samples of adult and Juvemle
fishes in the nearby source water were collected monthly with beach seines, otter trawls and gill

_nets. Seventeen of the 27 fish species were taken by all three types of gear. The role of gear

selectivity in determining actual populat:{on sizes of the critical species was recognized. The ten
most abundant species collected by all types of gear were California grunion (49%), topsmelt
(17%), deepbody anchovy (7%), slough anchovy (6%), northern anchovy (3%), quecnﬁsh (3%,
walleye surfperch (2%), speckled sanddab (2%), shiner surfperch (1%), and California halibut

(1%). Most of the species removed by the power plant are widespread along the southem
" California and Baja California coasts and losses were small relative to these populations. On a
local scale, it was calculated that the average daily power plant removal, including normal -

operations and heat treatment operations averaged throughout the year, was about 0.02% of the
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- estimated standing crop in the local study area that extended along a shoreline distance of 3.6

miles out to a depth of 60 feet (1,211 acres). The removals also represented about 0.07% of local
commercial fish landings by weight (excluding tuna) from the area between San Clemente and
the Mexican border, and less than 7% of the recrcatlonal fishing landings by numbers annually in
the area between Dana Point and the Mexican border. '

312 1 997 EPS Supplemental 316(b) Assessment Report

The SDRWQCB 1ssued Order 94-58 in 1994 requiring SDG&E to conduct addmonal analyses of
data from the 316(b) study conducted in 1979-1980 (EA Science and Technology, 1997). The
supplemental analyses were completed in 1997. The purpose of the study was to further evaluate '
the effects of the EPS cooling water intake on the designated beneficial uses of AHL and the
Southern California Bight using add1t10nal analysis methods. The three Special Conditions of the
Order were:

1 Analy51s of Famﬂy—Spcc1ﬁc Entrainment Losses of Fish Eggs and LarvaHnalyszs

shall include the estimated monthly and annual entrainment losses for each

" ichthyoplankton RIF (Representative Important Families) (i.e. identify the specific

fish larvae and egg removals for each zchthyoplankran family considered in this
study).

2. Estimation of Combincd Impingement Losses for Each of the Target Species-—i"_he
. Specific ié’hthyoplankton losses shall be evaluated usfng such facrbrs- as the
importance of that species in food web structure, natural mortahty, and plant
selectivity for that species, and potential mitigating factors to reduce the kill of that
species. . : ;

. 3. Estimation of Amnnual Equivalent Adult Losses From Both Entrainment And
Impmgemcnt——Ichthyoplanldon losses shall be evaluated using such factors as the .
importance of that specxes in the marine food web and its importance as. a
cammerczal or recreational species. This assessment shall include the use of a time

' reference for impact assessment longer than the I-day entrainment zone. SDG&E
may use the existing zone. SDG&E may use the existing data collected during the
original demonstration project, but shall propose an altemanve appraach to assess
the long-term effect of plankton removal.

Estimatcs of Ioss were calculated for 17 selected species that included the- original 16 “critical
species” identified in the 'original 316(b) report and also tidewater goby, the only endangered
aquatic species likely to occur in the area. Estimates of adult equivalent loss were calculated for
the three representative species with the highest estimates of entrainment or impingement Joss:
northern anchovy, topsmelt, and queenfish. The modeling uses life stage-specific estimates of
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total mortality and yields estimates of the number of individual adult fishes which would have
resulted from the young lost to entrainment and impingement under the conservative assumption
of equal survival.

In order to put the entrainment losses in perspective and evaluate the magnitude of potential
impacts, the report considered the life history characteristics of each target species (reproductive
-ability, geographic distribution, migratory capabilities) as well as estimates of current population

- size or harvest by commercial or sport fishermen. Although the original report touched on these.
topics, the 1997 report went into greater detail to evaluate potential impacts. Impacts were -

considered at three levels: individual population, overall community, and des1gnated beneficial
uses of the source waterbody.

The report concluded that the potential for adverse impacts from the EPS CWIS on individual

target species was small compared to the sizes of the existing populations and the effects of
- fisheries. It similarly concluded that operation of the EPS cooling water intake has not, and will

not, adversely affect the continued maintenance of balanced aquatic communities or designated

beneficial uses of AHL or the Pacific Ocean in the vicinity of the EPS. Finally, the report stated
~ that since the existing intake is not causing any adverse environmental impacts as defined under

the CWA 316(b) guidelines that were in effect in 1997, it should be designated as best
technology avallable '

313 2004-2005 EPS 316(b) Demonstration _

In 2004 the EPS initiated new IM&E studies pnor to the publication of the new Phase o rules to '_

take advantage of sampling synergies associated with the perxmttmg of a desalination fac111ty
planned for construction on the EPS property. A study plan for the desalination facility studies
was submitted to the San Diego chmnal Water Quality Control Board (SDRWQCB) staff. The
desalination facility study plan was designed to provide information on the larval fish and target
invertebrates contained in the source of feedwater for the desalination facility, which is the
power plant’s coo]inglwater discharge, that would be at risk to entrainment by the desalination

plant, and information on the larval fish and target invertebrates contained in the power plant’s

source waterbody and intake. flows. Data being collected for the desalination facility on the

power plant’s source population of entrainable larval fish and target invertebrates was similar to

the 1nformat10n required under thc new Phase II rules

A plan for IM&E studies that directly address'ed the requirement of 316(b) was submitted to the
"San Diego Regional Water Quality Control Board in September 2004 following the final

publicatior of the new Rules in July 2004. The IM&E study plan was submitted as a first step in

. the facility’s compliance with the new Phase II rule. The study plan was reviewed by the Board

staff and their consultants, Tetra Tech Inc., and was approved contingent on certain comments

. and guestions. Comments on the study plan were resolved and the studies continued through
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June 2005 under the direction of a Technical Advisory Group comprised of staff from the Board,
state and federal resource agencies, EPS, and their consultants. A summary of the 2004-2005
IM&E studies is presented in Section 9.0. The final report on the studies is being prepared and
will be submitted as part of the CDS. :

3.2  Survey of Ecological Resources of Agua Hedionda Lagoon (MEC Analytical |

Systems, Inc., 1995)
A series of field studies was completed in 1995 in AHL to characterize ccoIogiCal resonrces of
the lagoon prior to a proposed maintenance dredging project. The study delineated the extent of
eelgrass and saltmarsh habitats in the lagoon, and provided quantitative information on the
distribution and abundance of birds, fishes and benthic invertebrates. The studies occurred over a
14-month period from April 1994 to fupe 1995.

The fish surveys were conducted during two different seasons, spring and summer: A total of 29

“species of fishes were collected during the two surveys (Table 3-5). Fewer taxa occurred in the

Outer Lagoon compared to the Middle and Inner lagoons. The species composition recorded was
indicative of the proximity of each lagoon segment to the outer coast with a higher proportion of
nearshore spebics found in the Quter Lagoon samples and more estuarine/bay species in the Inner
‘Lagoon. Mean total densities ranged from 0.016 fish per m* (10.76 feet?) in the Outer Lagoon in .

“April 1995 to 7.90 per m* (10.76 feet®) in the east Inner Lagoon, also in April 1995. Overall

densities were bigher in the April than July for all lagoon scgments. Silversides and gobies g
comprised over 90% of the individuals collected. The hlgh densities recorded m the spring

survey were due to recriitment of _}UVGIIIIE:S

Although 29 species of ﬁshcs were found in the 1994- 1995 surveys by MEC Analytical Systems

earlier studies (Brad_shaw et al. 1976) reported a total of 42 species from occasional surveys and

from intake screen collections from the power plant. A similar distribution pattern of increased

. diversity in the Inner Lagoon compared to the Quter Lagoon was also found in the SDG&E -
- study. MEC Analytical Systems (1995) noted a lower abundance of California halibut in the

lagoon than in previous surveys. California halibut were one of the most abundant species
reported by Bradshaw and Estberg (1973), and were only collected in the Inner Lagoon in their

survey. Studies by Kramer (1990) demonstrated the 1mportance of the Middle and Inner lagoons -

as nursery habitat for California halibut.
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Table3-5 | ' S o
Mean Density per m* and Percent Composition Of Fish Species Collected In Aqua
Hedionda Lagoon Puring Two Surveys By Benthic Trawl, Beach Seine, And Otter Trawl

Species Common Name AHL Mean Percent
" Gobiidae (< 25 mm) gobies (< 25 mm)  05%0 31.54
Atherinopsidae {< 25 mm) silversides (< 25 mm) -0.520 29.80
Atherinops affinis topsmelt 0.325 18.64
Gobiidae goby; uid. 0.076 433
- Acanthogobius flavimanus yeliowfin goby - 0.050 2.87
Hypsopseiia guttulala . diamond turbot 0.040 2.30
‘Cleviandia fos arfow goby 0.037 215
Quiefula y-catida shadow goby 0.021 .21
Fundilus parvipinnis Califomia Kiflifish 0.019 - 1.06
.Cymatogaster aggregala shiner suriperch 0.013 075
" Syngnathus sp. pipefish, unid. - 0.013 0.75
~ Heterostichus rostratus glant kelpfish 0.013 - 0.74
Paralichthys californicus California halibut 0.012 0.70
- Gillichthys mirabilis |longjaw mudsucker 0.012 0.67
Leplocottus amatus staghom sculpin 0.010 0.54
Paralabrax maculatofasciatus spotted sandbass 0.009 0.52
.. Syngnathus aufiscus _barred pipefish - 0.005 028
' Engraulis mordax northem anchovy ) 0.'005 027
Hypsoblenhius gentilis bay blenny - - 0.004 0.22
 Hyprus gilberti . -- cheek'sﬁot' goby . 0.004 0.20
. Syngnathus leptorhynchus bay pipefish ' 0.003 019
Seriphus politus queenfish 0.003 047 -
: ' Anchoa compressa deépbody anchovy 0.002 .10
Mustelus californicus Igrey smoothhound shark *
' _Gymnura marmorata Califomia butterfly ray *
* Paralabrax clathratus kelp bass - | -
Micropterus dolormieui - [smalt mouth bass *
Umbrina roncador vellowfin croaker *
Sphyraena argentea Califomia barracuda *
Citharichthys stigmaeus . |speckled sanddab *

‘Encina Power Station — Proposal for Information Collection

3-10




Table 3-5 (Contmued)
Mean Density per m* and Percent Composition Of Fish Spec:es Collected In Aqua
Hedionda Lagoon During Two Surveys By Benthic Trawl , Beach Seine, And Otter Trayl.

" Species 1~ Common Name AHL Mean Percent
Pleuronichthys ritleri - |spotted turbot -
Symphurus alricauda Califomia tonguefish *
| “Indicales species with no quantitative summary data mcluded in report {from MEC 1 995, Table 3.5).
M= 10.76 foel

Tidewater gobies (Eucyclogobius newberryi) were collected from AHL historically, but were not
found in the 1994-1995 sampling. It is thought that the dredging and opening of the lagoon to

~ higher saline marine waters in the 1950s significantly affected the t:xdewater goby populanon
wlnch is adapted to primarily brackish water conditions.

A total of 143 macroinvertebrate taxa were collected with beam trawls in AHL during the MEC

study. Very few of these taxa would be susceptible to impingement from EPS because of their
primarily benthic habitat requiremén_ts. The most abundant taxa included the cockle
. (Laevicardium substriatum), a non-native mussel (Musculista senhousi); bubble snails

(Acteocina inculta, Bulla gouldiana, Haminaea vesicular), mud dwc]ling snails, and scve;"al'
species of small crustaceans including amphipods, isopods, mysids, and shrimps. Differences in

abundance of several taxa among the three lagoon segments was noted in the sampling and was

attributed mainly to predomitianﬂy coarser sediments in the Outer Lagoon and finer sediments in '

‘the eastern inner portion of the Inper Lagoon.

- A total 76 infaunal taxa was collected using a small coring apparatus with the sediments sieved
' through a 0.04 inches mesh screen. It was concluded that benthic infaunal populations were

. generally more diverse and abundant in the eelgrass beds than i in non-vegetated sedlments orin

- areas where currents deposited littoral sands

Speckled scallop, Argopecten circularis, is a protected species that was known to occur in AHL.
Only one individual was collected by MEC during the 1994-95 studies. The species had been
studied previously by the California Department of Fish and Gaine (CDF&G) at AHL from
- March 1984 to October 1986 to obtain basic life history data (Haaker et al. 1988) Monthly
“samples of scallops were collected, measured, and released to obtain length frequency data for
estimates of growth, life span, and spawning period. In 1984 large concentrations of speclded

scallops were found on the sand-silt bottom of the lagoon, closely associated with eelgrass.

During the course of the study the numbers of scallops declined, until their virtual disappearance
at the end of 1986, Monthly length frcquenéy plots from 24,375 scallop measurements indicate
 that this is a rapidly growing species with a short fe span.

t
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Special studies were done in conjunction with the new IM&E studies done in 2004 and 2005 to
supplement the information on fishes provided in the MEC report. The MEC studies did not
include sampling of mudflats in the Inner Lagoon and rocky habitat in the Outer Lagoon. The
fishes in these two habitats produce large numbers of larvae at risk to entrainment. The data from
~ these studies will be combined with data from the MEC study to provide more accurate estimates
of the populations of fishes in the lagoon that will help provide some context for the estimates of
EPS entrainment. :
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4.0 Agency Consultations

As required by the EPA 316(b) Phase II regulation [40 CFR 125.95 (b)(1)(ii)], a summary of
any past and ongoing consultations with federal and state Fish and Wildlife Agencies relevant to
the development of the PIC for this facility is presented in this section. All communications
related to the IM&E issues at the EPS have been conducted through the SDRWQCB with federal
and state resource agencies providing input on the IM&E studies as described below. '

IM&E studies at EPS were started in June 2004 prior to the publication of the new Phase II rules

io take advantage of entrainment sampling that was being done as part of the permitting for a.
- desalination facility planned for construction on the EPS property. A plan for IM&E studies that
-directly addressed the requirements of 316(b) under the new Phase I rule was submitted to the

San Diego Regional Water Quality Control Board on Scptginber 2, 2004. The IM&E study plan
was submitted as a first step in the facility’s compliance with the new Phase II rule. The study
plan was reviewed by the Board staff and their consultants, Tetra Tech Inc., and was approved

‘contingent on certain comments and questions that did not affect the sampling procedures being
- used in the studies. A copy of the September 30, 2004 Tetra Tech review of the study is included

as in Attachment B. A copy of the EPS response to the Tetra Tech comments, dated January 10,

2005 is included in Attachment B.

One of the recommendations of the Tetra Tech review was that the SDRWQCB staff and other |

. resource agencies be involved in approving certain aspects of the study including the sclection of )
‘ the target organism that would be used in the final assessment of cooling water system effects. In -
* response to these comments a Technical Advisory Group (TAG) was formed to provide guidance
~ on the IM&E studies. The TAG consists of staff from the SDRWQCB, the Natiopal Marine
- Fisheries Service, the CDF&G the EPS and their consultants, Tenera Environmental and Dr.

Scott Jenkms an oceanographer from the Umvers1ty of California, San Diego Scripps Institute of
Oceanography The functlons of the TAG included the followmg
+ providing input and re_w_ew on selection of target organisms for assessment;

« providing input and review on the definition of the source water for entrainment
assessment modeling; :

- » providing input on special studies and other data sources that may be available for
assessmg source water populations; and : ‘

.. p_rowdmg IEView on Teports.

The SDRWQCB and resource agencies’ staff participated in three TAG meetings in March, June
‘and in September of 2005. Details on discussion topics of PICs and conclusions from each
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meeting are presented in Table 4-1. Based on preliminary analyses of the IM&E data, a suite of .
target fishes and shellfishes for detailed analysis in the IM&E Characterization Study Final
Report were selected by the TAG at the Septcmbcr 2005 meeting.

On Jamuary 6, 2005, EPS submitted a lettér to the SDRWQCB requesting a schedule for
submittal of information required to comply with the EPA  316(b) Phase II rule. The letter

- requested a schedule for submittal of the PIC on April 1, 2006 and for submittal of the CDS on -

Janvary 7, 2008. A copy of the subject correspondence is included in Attachment B.
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5.0 Evaluation of Intake Te(:hno!ogy'Altemaﬁves

The EPA Phase I 316(b) regulation requires in 40 CFR 125. 95(b)(1(i) that the PIC inclode a
descnptlon of technologies which will be evaluated further to determine feasibility -of
1mplemcntation and effectiveness in meeting IM&E performancc standards at the facility. The
EPS CWIS, being located on a fidal/estuarine waterbody, must meet the performance standards
for reduction in both IM&E.

A preliminary screening of technologies has been conducted to determine which alternatives
offer the greatest potential for application at the EPS facility and therefore warrant further

- evaluation. Technologies bave been screened based upon feasibility for implementation at the
- facility, biological effectiveness (i.e. ability to achieve reductions in both IM&E), and cost of -

implementation (including capital, installation, and annuval operations and maintenance costs).
Tablc 5-1 includes a list of technologies for which a preliminary screening was conducted.

Table 5-1
~ Fish Protection Technologles ,
o Fish Protection Potential
Technology :
Impingement Mortality Enfrainment
Modified traveling screens with fish retum Yes : Mo
Replacement of existing h’a\iefing screens with fine mesh screens Yes  Yes
New fing mesh screening structure ol Yes  Yes
. Cyfindrical wedge-wire screens — fine slot width 7 o Yes : Yes
Fish barrier het ; ' ' Yes 1 e
. Aquaﬁc filter barrier {e.g. Guniderboom) . : o Yes 1 - Yes
Fine mesh dual flow streens - ‘ 3 Yes : Yés -
‘Modular inclined screens o o Yes . No
Angled screen system ~ fine mesh - A Yes B Yes
Behavior bartiers {6.g. fight, sound, bubble curtain) . - . Maybe No

- Ina cursbry analysis of the industry costs of ilﬁpleménting the new 316(b) Performance rRule the -

EPA has selecied retrofit of Fish Screens and a Fish Handling and Return Systems as an
apphcable technology for the EPS intake system -
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The technologies selected for further consideration, which address both impingement and
entrainment, as well as those determined not to warrant further consideration are discussed
-below. '

3.1 Technologies Selected For Further Evaluation

A technology, which may be feasible for ach1evmg performance standards, in whole or in part
for reduction i in IM&E will be evaluated on the basis of the followmg

. Abxhty to achieve requxred reductions in both M&E for all spec1es takmg into
account variations in abundance of all life stages,

. Feas:bmty of implementation at the facility;
«  Cost of implementation (including installed costs and annual O&M costs); and

. Irnpaet upon facility operations.
The evaluation will involve the following:

o Comprehenswe review of facility CWIS desxgn and operatton

. 'Engmeenng design of proposed CWIS upgrades apd/or equtpment replacements
¢ Development of design drawings; -

. 'AnalySts of capital and installation costs; and

»  Assessment of level of ]M&E reductions expected. :

After rewewmg the sife CORdithIlS, the followmg des:gn and constructton technologles were
selected for further evaluation for the feasibility of 1mplementat10n to meet, in whole or in part,
IM&E reduct1on standards:

« Modified traveling screens w1th fish return .
s+ New fine mesh screenmg structure

51.1. Ftsh Screens, Fish Handling, and Return Systems

‘Traveling screens that are modified to enhance fish survival are desxgned w1th the latest fish
removal features, mcludmg the Fletcher type buckets on the screen baskets, dual pressure spray
syetems (ow pressure to remove fish, and'high pressure to rernove remaining debris), and
separate. sluicing systems for discarding trash and returning the impinged fish back to the water
- body. Impingement survival may be improved with the use of continuously operating modified
n'avelirtg- water screens, A fish return system is required as part of this system to transport fish
washed from the screens alive back to the water body to a location where they would not be
subject to re~entra1nment into the intake. ‘

Encina Power Station ~ Proposal for Information Collection ' 7 ' 52




Installation of modified Ristroph traveling screens at the EPS CWIS would consist of replacing
the existing traveling water screens within the tunnel system'with the screens as described above.
A fish return system would be installed to return fish collected on the traveling water screens (o
the lagoon. The replacement screens would be equipped with the same 3/8 inch mesh size as the -

existing traveling screens..

‘The feasibility of replaéing the existing traveling screens at the EPS CWIS with modified
Ristroph traveling screens with conventional 3/8 inch mesh,'-ﬁsh'handiing and fish return systems
will be evaluated. The evaluation will include an assessment of the additional reduction in IM
that may be expected through implementation of this technblogy. Additionally, the feasibility of
transporting the collected fish back to a location that would be an appropriate habitat and not

- result in likely re-entrainment into the intake will be assessed.

512 New Fine Mesh Screening Structure

- Fine mesh traveling water screens have been tested and found to ietain and collect fish larvae

alive with some success. Fine mesh traveling water screens have been.installed at a few large-
scale steam electric cooling intakes including marine applications at Big Bend Station in Tampa,

Florida (EPRI, 1986), and at an operating nuclear generating station at Prairie Island on the

Mississippi River. (Kuhl, 1988). Results from field studies of fine-mesh traveling water screens
generally show higher survival at lower approach velocities and with shorter impingement
duration (EPRI, 1986). In addition, many regulatory agencies have in the past adopted an
expectation that traveling water screen approach velocities should be 0.5 feet per second (fps) or

less. 'I_‘l_ie National Pollutant Discharge Elimination System - Final Regulations to Establish

Requirements for Cooling Water Intake Structures at Phase I Facilities in Section VII A states a
maximur through screen design intake velocity of 0.5 fps as the acceptable design standard.

- This would require a screen approach velocity of 0.25 fps or less dcpendmg on the percent open
area of the screen mesh used

Application of fine mesh traveling water screen technology for EPS would likely require a

' complete new screen structure consiructed at the south shore of the lagoon, including both trash
- racks and fine mesh traveling screen systems and fish collection and return systems; and would

ieplac‘e the existing trash rack structure with a much larger screening structure. It appears that

-there may be adequate space at the shore for a new fine mesh screen structure, but additional
evaluation is still necessary. The approach velocities to the existing traveling screens, as
~discussed in subsection 2.3 above, are currently well above 0.5 fps and adding sufficient

additional screens to the intake tunnel system to reduce approach velocities to 0.5 fps or less
would require major modifications to the tunnel system, which may not be feasible. Additionally,
an appropriate and suitable location to return collected fish, shellfish, and their eggs and larvae
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would have to be identified, as well as an assessment of the- feasibility of constructing such a
return system.

Design layouts and cost estimates for implementation and operation and'ma_inte'nance will be
- developed for the above described fine mesh screen structure, as part of the CDS evaluation.

52 Technologies Considered lnfeas:'blé and Eliminated From Further Evaluation

52.1 Replacement of Ex;stmg Traveling Screens with Fine Mesh Screens

As discussed above in section 5.1. 2, simple rcplacement of the existing traveling screens in the
tunnel system with fine mesh Ristroph screens is not feasible due to high screen approach
velocities. Therefore, further evaluation of this technology for nnplcmentahon at the EPS CWIS
will not be conducted - :

. 822 Cylindrical Wedge-W:re Screens - Fme Siot W;dth

Wedge-wire screens are passive intake systems, which operate on the pnnc1ple of acmevmg very
low approach velocities at the screening media. Wedge-wire screens installed with small slot
opcmngs may enable a facﬂlty to meet performance standards for both IM&E. The wedge-wire:
screen is an EPA-approved technology for compliance with the EPA 316(b} Phase II rule
provided the following conditions exist: :

+ The cooling water intake structure is located in a freshwater river or stream;

+ The cooling water intake structure is sitnated such that sufficient ambient counter
~ currents exist to promote cleaning of the screen fage; -

3 'l'he throngh screcn désign intake veibcity is 0.5 fps or less;

The slot size is appropnate for the size of eggs, Iarvae and Juvemlcs of any ﬁsh and
shellfish to be protected at the site; and

The entire main condenser cooling water flow is directed thrbugh the technology.

Wedge-wire screens are designed to be placed in a water body where significant prevailing
ambient cross flow current velocities (= 1 fps) exist. ‘This cross flow allows organisms that
would otherwise be impinged on the wedge-wire intake to Be'ca'rried away with the flow. An
integral part of a typical wedge-wire screen system is an air burst baék—ﬂushrsystem, which
directs a charge of compressed air to each screen unit to blow off debris and impinged organisms

back into the water body where they would be carried away from the screen unit by the ambient

cross flow currents.
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The EPS CWIS, located on the tidal AHL would not meet the first two EPA criteria discussed

~above. The intake is not located on a freshwater river and there are not sufficient ambient
* - crosscurrents in the lagoon to sweep organisms and debris away from the screen units. Debris

and organisms back-flushed from the screens would immediately re-impinge on the screens
following the back-flush cycle because the principél water current in the outer lagoon would be.
the station intake flow toward the screen units. For these reasons, wedge-wire screen technology
is not considered feasible for application at the EPS.

523 Fish Barrier Net ,
A fish net barrier, as it would be applied to a power station intake system, is a mesh curtain

installed in the source water body in front of intake structures such that all flow to the intakes

passes through-the net, blocking entrance to the intake of all aquatic life forms large enough to be
blocked by the net mesh. The net barrier is sized lafge enough to have very low approach and
through net velocities to preclude impingement of juvenile fish with limited swimming ability,
The mesh size must be large enough to preclude excessive fouling during normal station

operation while at the same time small enough to effectively block entrainment of organisms into . )

the intake system These conditions typically limit the mesh size such that adult and a-
peroentage of juvenile fish can be blocked. The mcsh is not fine enough to block most larvae
and eggs. The fish net barrier could potentially meet the performance requirements of the EPA -
Phase Il Existing Facilities Rule for impingement; however, it would not meet the performance

: requirements for reduction of entrainment of eggs and larvae.

The fish net barrier technoiogy is still expérimental with very few saccessful installations at |
power station intakes. Using a 20 gpm./ft2 design loading rate, a net area of approximately
30,000 feet” would be required for EPS. Maintaining such a large net moored in the lagoon is

not practical. In addition, the fish barrier is a passive scrccmng device, which is subject to

fouling and has no medns for self-cleaning. This technology would be rapidly clogged duc to
fouling. The services of & diving contractor would be required to remove the net for cleamng .
onshore and to replace the fouled net with a clean net on each cleamng cycle. For these T€asons, -

this technology is not practically feasible for implementation at EPS and furr_her evaluation is not
“warranted. :

524 Aquatic Filter Barrier

- An aguatic filter barrier system, such as the Gunderboom Marine Life Exclusmn System

(MLES)™ (Gunderboom), is a moored water permeable barrier with fine mesh openings that is

" designed to prevent both impingement and entrainmment of ichthyoplankton and juvenile aquatic

life. An integral part of the MLES is an air-burst back flush systein similar in concept to the air

. burst system used with wedge-wire screen systems to back flush impinged organisms and debns

into the water body to be carried away by ambient cross currents.
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A MLES has been installed and tested at the Lovett Station on the Hudson River. This test

‘installation was applied to a cooling system of significantly smaller capacity than the EPS intake

system andina very different environment on the Hudson River, as opposed to the lagoon intake
of the EPS.

Although the MLES has much smaller mesh openings and will block fish eggs and larvae from
being entrained into the intake, these smaller organisms will be impinged permanently on the
barrier due to the lack of cross currents to carry them away. This system therefore offers no
significant advantage over other techuologles such as the fish net barrier conccpt and would offer

" no biological improvement over the barrier net demgn For these reasons, this technology is not
' practxcally feasible for implementation at EPS and further evaluation is not warranted.

-~

525 Fine Mesh Dual Flow Screens -

A modified dual flow travelmg water screen is similar to the through flow des1gn, but the screen
would be turned 90 degrees so that its two faces would be parallel to the incoming water ‘flow.
When equipped with fine mesh screening media, the average 0.5 fps approach velocity to the -

. screen face would have to be met by the dual flow screen design. Water flow enters the dual flow

screen through both the ascending and the de'scendi_ng screen faces, and then flows out between - '

‘the two faces. All of the fish handling features of the Ristroph screen design would be -

incorporated in the dual flow screen design. However, the dual fiow screen configuration has

_'bcen shown to produce low survival rates for fish larvae. This is because of the longer

impingement time endured by organisms impinged on the descending face of the screen. This’
longer impingement time is suspected to result i n hlgher mortahty rates than snmlar fine mesh
screens w1tb a flow through screen des:gn ' .

The primary advantage of thxs screen conﬁguraﬁon is the elimination of debris carryover into the

© circulating water system. Also, because both ascendmg and descending screen faces are utilized,

there is greater screening area available for a given screen width than with- the conventional

through -flow configuration.- However, the flow pattem. and therefore the velocity dlStﬂblItIOIl

along the’ screen face is not uniform and is concentrated toward the back or downstream end of

the screen. The dual flow screen can also create adverse flow conditions in the approach flow to
the circulating water pumps. The flow exiting the dual flow screens is turbulent with an exit

_ velocity of greater than 3 fps. Modifications to the pump bays downstream of the screens,

usually in the form of baffles to break up and latf:rally distribute the concentrated flow prior to _
reaching the circulating water purnps, are usually required. This would not be the case for EPSif
a new fine mesh dual flow screen structure were constructed at the lagoon, similar to the through

flow fine mesh screen structure discussed in Séction 5.1 above. -
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For similar reasons, as discussed above for through flow fine mesh screens, i.mple’mentation of
.this technology to the EPS CWIS would require an entirely new screen structure similar to the
fine mesh through flow screen structure discussed in Section 5.1 above. The dual flow fine mesh
screen configuration offers no advantages in terms reduction of impingement and entrainment

- mortality as compared to through flow fine mesh traveling screens discussed above and in fact

would probably not perform as well as the through flow design. The design concept for the dual
flow screen structure would be similar to the through flow fine mesh screen structure with trash
racks, coarse mesh traveling screens and fine mesh traveling screens in each screen train. The
implementation cost and operation and maintenance costs for this facility would be of the same

- order of magnitude as for the through flow screen structure. Dual flow screen technology does

not offer a significant performance or cost advantage as compared with through flow screen
technology. 'I‘hcrqfore, further evaluation of this technology for the EPS is not warranted.

5.2.6 Modular Inclined Screens , - o
Modular Inclined Screen (M1IS) is a fish protection technologjr for water intakes developed and

tested by the Electric Power Research Institute (EPRI) (Ammaral, 1994). This technology was

" developed specifically to bypass fish around turbines at hydro-electric stations. The MIS is a

modular design including an inclined section of wedge-wire screen mounted on a pivot shaft and

-enclosed within a modular structure. The pivot shaft enables the screen to be tilted to back-flush
‘debris from the screen. The screen is enclosed within a self-contained module, designed to

provide a uniform velocity distribution along the length of the screen surface. Transition guide
walls taper in along the downstream third of the screen, which guide fish to a bypass flume. A
full size prototype module would be capable of screening up to 800 cfs (360, 000 gpm) at an

_ approach veloc1ty of 10 fps.

’I'he MIS demgn underwent hydrauhc model studws and bmlogmal cffectweness testing at Alden

- Research Laboratory to refine the hydrauhc design and ftest its capability to divert fish alive.
" Eleven species of freshwater fish were tested including Atlantic salmon smolt, coho salmon,
Chinook salmon, brown trout, rainbow trout, blueback herring, American shad and others: After

some refinements i m the design were made during this testing, the results showed that most of
these species and sizes of fish can be safcly diverted (Amaral, 1994). ‘

Following Iaboratory testing the MIS design was field tcstcd at the Green Island Hydroclectric

| Project on the Hudson River in New York in the fall of 1995 (ShlI'BS 1996). In addition to the |
MIS, the cffe_ctlveness of a strobe light system was also studied to determine its ability to divert

blueback herring from the river to the MIS. Results for rainbow trout, golden shiner and
blueback hemring, which were released directly into the MIS module were similar to the
Iﬁboratory test results in terms of fish survivability. The limited amount of naturally entrained
blueback herring did not allow reliable evaluation of test results (Amaral, 1994).
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The MIS technology, as tésted, does not address entrainment of eggs and larvae. Also, this
technology has never been tested for, -or installed in, a power station with a seawater intake
system. Further research would be required to evaluate the efﬁc'acy' of this technology for

application to a seawater intake system. MIS is not a suitable and proven technology, at this
time, for retrofit to the EPS intake system. Therefore, further evaluat_ion of this technqlogy for

the EPS 1s not warranted.

5.2.7 Angled Screen System - Fine Mesh
Angled screens are a special application of through-flow screens where the screen faces are
arranged at an angle of apprommately 25 degrees to the incoming flow. The conventional

through-flow screen arrangcment would place the screen faces normal or 90 degrees to the -

incoming flow. The objecnvc of the angled-screen arrangement is to divert fish to.a fish bypass

system without impinging them on the screens. Most fish would not be Jifted out of the water -
~ but would be diverted back to the receiving water by screw-type centrifugal or jet pumps. Using

fine scrceﬁ mesh on the traveling screens minimizes entrainment, but increases potential for
impingement of organisms that would have otherwise passed through the condenser. -

Application of this technology would require construction of new angled screen structure at the
sonth shore of the lagoon similar to the fine mesh screen structure discussed above in
Section 5.1. The angled screen facility would not provide a significant performance advantage in
terms of reducing IM&E as compared to the proposed fine mesh screen structure as presented
above and would be at least as large and a significantly more complex structure. This facility

- would be potentially more costly to implement and maintain than the fine mesh screen facility.

Therefore, fuﬁhcr'evaluation of this technology for the EPS is not warranted.

528 Behavior Bamers
A behavioral barrier relies on avoidance or attraction responses of the target aquatlc orgamsms to

a specific stimulus to reduce the potential of entrainment or. impingement. . Most of the stimuli .

tested to date are intended to repulse the organism from the vicinity of the intake structure.
Nearly all the behavioral barrier technologies are considered to be experimental or Lmited in
effectiveness to a single target species. There are.a large number of behavioral barriers that have
been evaluated at other sites, and representative examples these are discussed separately below.

O_ffshore Intake Velociiy Cap — This is a behavioral technology associated with a submerged
offshore intake structure(s). The velocity cap redirects the area of water withdrawal for an

. offshore intake located at the bottom of the water body. The cap limits the vertical extent of the
offshore intake area of withdrawal and avoids water withdrawals from the typically more

productive aquatic habitat'clbscr to the surface of the water body. '
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This technology operates by redirecting the water withdrawal laterally from the intake(rather
than vertically from an intake on the bottom), and as a result, water entering the intake is
accelerated laterally and more likely to provide horizontal velocity cues that allow fish to
respond and move away from the intake. Potentially entrainable fish are able to identify these
changes in water velocity as a result of their lateral line sensory system and are able to respond

-and actively avoid the highest velocity areas near the mouth of the intake structure,

This technology reduces impingement of fish by stimulating a behavioral response. The

technology does not necessarily reduce entrainment, except when the redirected withdrawal takes
water from closer to the bottom of the water body and where that Jocation has lower planktcm
abundance. :

Application of this tecbhology to the EPS CWIS, to be fully effective, would require
development of an entirely new intake System with a submerged intake structure and connecting

_intake conduit system instatled out into the Pacific Ocean similar to the offshore intake system at

the El Segundo Generating Station (Weight, 1958). This is not a practically feasible
consideration for the EPS. Also, this technology would probably not be capable of meeting the
performance requirements of the EPA Phase II Existing Faciliies Rule for reduction of
entrainment of larvae, eggs and plank{on. Therefore, this technology is not potentially applicable

- for the EPS CWIS and further evaluation of this technology is not warranted.

“Air Bubble Curtain — Air bubble curtains have ‘been tested alone and in combinaﬁon with -

strobe lights to elicit and avoidance response in fish that might otherwise be drawn into the
cooling water intake. Generally, results of testing the bubble curtain have been poor (EPRI,

1986). Tests have been conducted with smclt, alewife, striped bass, white perch, menhaden, .

spot, gizzard shad, crappie, freshwater drum, carp, yellow perch, and walleye. Many species -

exhibited some avoidance response to the air bubble or the combination air bubble and light

combination. I—Io_wever, there has been little if no testing of species cornmon to the AHL.

This technology has some potential to enhance fish avoidance response in some species of fish.

However, there is no reliable data for the species that are subject to impingement at the EPS and
10 way to estimate what type of reaction fish would have to the existing intake with the addition
of a bubble curtain. Unless some type of testing were conducied, this technology does not appcar
suitable for the EPS. As a result, there is no basis to recommend an air curtain as an enhancement
to reduce impingement or enirainment at the EPS CWIS. 'I'hereforc, further evaluation of th1s
technology for the EPS is not warranted.

Strobe Lights There has been a great deal of research with this stimulus over the last 15 years
to guide fish away from intake structures. The Electnc Power Research Institute has co-funded a
series of research projects (EPRI 1988, EPRI 1990, EPRI 1992) and reviewed the results of
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| research in this field by others (EPRI 1986, EPRI 1999). In both laboraiory studies and field

applications strobe lights were shown to effectively move selected species of fish away from the
flashing lights. Most of the studies conducted to date have been with riverine fish species and
for projects associated with hydroelectric generating facilities. One early stady was conducted at

+ the Roseton Generating Facility on the Hudson River in New York, another study was conducted

on Lake Cayuga in New York, and others for migratory stages of Atlantic and Pacific salmon.
Few species similar to those occurring in the AHL have been tested for avoidance response
either in the lab or in actual field studies. :

Laboratory testing was done for an application of strobe lights for the San Onofre Nuclear
Generating Facility. Testing was conducted for white croaker, Pacific sardine and northern
anchovy. Limited availability of test specimens and limited testing demonstrated no conclusive

results and the California Coastal Commission (2000) found this device not useful at this station,

Before strobe lighté could be seriously considered for use at the EPS CWiS, a series of lab and or
field studies on their effectiveness for the species most likely to be entrained into the EPS CWIS

- would need to be completed. Based on studies of strobe lights conducted to date, it ig likely that

these studies would show differential effectiveness based on background Jight conditions (day

- vs. night), ambient seawater turbidity, and most likely there would also be great differences in

species specific response. As a result there is no basis to recommend these strobe lights as an
enhancement to reduce impingeméht or entrazinment at the EPS CWIS. Therefore,_ further
evaluation of this technology for the EPS is not warranted. '

Other nghtmg Incandcsccnt and mercury vapor lights have also been tested as a behavioral
stimulus to direct fish away from an intake structure. Mercury lights have generaily been tested
as a means of drang fish to .a safe bypass of the intake structure as generally the light has an
attractive effect on fish. Tests have not demonstrated a uniform and clearly repeatable pzittem of

attraction for all fish- species.  The mercury lights have been somewhat effective in attracting -
European eel, Altlan-tic_s'a'lmon, and Pacific salmon. But results with other species including -
American shad, blue back hem'ng and alewife had more variable results. One test with different -
life stages of Coho salmon shows both attraction and repulsion from the mercury light for the

different life stages of the coho. -

Testing with incandescent, sodium vapor and ﬂuoresccnt lamps was Imore lnmted but also had
vanable and species sPec1ﬁc results.

Other lighting systems, as with most all the behavioral barrier alternatives, have not been tested
with the 'species of fish common in AHL. As a result, there is no basis to recommend these
lights systems as an enhancement to reduce impingement or entrainment at the EPS CWIS.
Therefore, further evaluation of this technology for the EPS is not warranted.
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*-Sound — Sound has also been extensively tested in the last 15 years as a method to alter fish

impingement rates at water intake structures. Three basic groups of sound systems including
percussion devices (hammer, or poppers), transducers with a wide range of frequency output, and

- Jow frequency or infrasound generators, have all been tested on a variety of fish species.

Of all the recently studied behavioral devices the sound technology has demonsirated some clear

~ success with at least one group of fish species. Clupeids, such as alewife, demonstrate a clear

repulsion to a specific range of h1gh frequency sound. A device has been installed in the -
Fitzpatrick Nuclear Generating station on Lake Ontario in New York State, which has been
effective 'in reducing impingement of landlocked alewives. The results were repeated with
alewife at a coastal site in New Jersey. Similar results with a high frequency generator also
reported a strong avoidance response for another clupeid species, the blue back herring, in a
reservolr in South' Carolina. - Testing of this high frequency device on many other species
including weak{ish, spot Adtlantic eroaker bay anchovy, American shad, blue back herring,
alewife, white perch and striped bass only demonstrated a similar and strong avo1dance response
by American shad and blue back herrin g : |

AIew:fe and sockeye salmon have also been reported fo be repelled by a hammer percussion
device at another fac111ty But testmg of this same dewce at other facilities w1ﬂ1 alewife did not
yield similar results. ‘

Although high frequency sound has potenﬁal for eliciting an avoidance response by the Alosid
fa.uuly of fish spec1es there is no data to demonstrate a clear avoidance response for the species
of fish common to the ATIL. “Therefore there i is no basis to recommend sound as a method to
reduce impingement of fish at the EPS CWIS. Therefore further evaluation of thxs technology ‘
for the EPS is not warranted. '
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6.0 Evaluation of -Operational Measures

- The EPA 316(b) Phésel Il regulation [40 CFR 125.95(b)(1)1)] requires that the PIC should
- include a description of operational measures which will be evaluated further to detexrmine

feasibility of implementation and effectiveness in meeting IM&E peiformancc standards at the
facility. A preliminary screening of such measures has been conducted to determine those which

offer the greatest potential for application at the facility and therefore warrant further evaluation. -
7 Operational measures have been screened based upon feasibility for 1rnplementat10n at the

facility, biological effectwencss (i.e. ability to achieve reductions in IM&E), and cost of
implementation (including additional power requ1rements and loss in generatmg capacity and

" unit availability).

" Several operauonal measures have been proven effective in reducmg IM&E at CWIS. Such

neasures mclude

e CWIS flow reductions (e.g. capping capac1ty utilization rate)
«  Varable speed drives for CWIS pumps
- Other cooling water efficiency improvements

The following is a discussion of operational measures for which furthef evaluation will be

conducted in the CDS to determine their potential for reducing IM&E at EPS. The results of the
evaluation of such measures will be utilized to develop the plan for implementation of
technoiogies, operational and/or restoration measures that will be proposed to achieve IM&E
performance standards at the facility. Upon selection of the most appropriate operational

© Ineasures, engineering design calculations and drawings, as well as estimates of expected
reductions in IM&E and a schedule for implementation will be developed. This information will

become part of the Design and Construction Technology Plan (DCTP) (or Site-Specific

Technology Plan in the event that the facility chooses to seck a site-specific determination of © -
BTA) and Technology Installation and Operatmn Plan (TIOP) that will be included in the CDS

to be submitted . for the facﬂlty The DCTP explams the intake technologies or operational
measures selected for use at EPS to meet the E&] performance standards for the Phase II Rule.

-The compliance with the performance standards will be measurcd and monitored through

documentanon of the TIOP.

61 Circulating Water Flow Reduct:on / Caps

Circulating water flow caps are an operatzoual control ‘measure which would inclnde

administratively limiting the total withdrawal of cooling water from the AHL to an agrecd upon
value. The flow reductions may be scheduled for periods of the year whén entrainment or
impingement are highest to achieve a greater reduction to impingement and entrainment. Any
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reduction in flow reduces both entrainment and impingement effects associated with the
- operation of the plant. If flow reductions are concentrated during the seasons of the year that
- plankton life stages of species of concern are present, the overall seasonal reductions in fisheries
- impacts can greatly exceed the quantity of the flow reduction. Utilizing variable speed drive
- technology on the circulating water. pumps could be an effective means of controlling total '

annual ﬂow withdrawal.

62 Variable Speed Driires For Circulating Water_Pumps

Variable-speed drives for circulatin g water pumps allow reduction in cooling water flow during

~ periods when the unit is not operating at full-rated capacity, or during known penods of high

entrainment, With this tcchnology it would be possible to vary the speed of the motor from 10%
to 100% and reduce the cooling water intake flow by up to 90%. Any reduction in flow reduces
both entrainment and impingement effects associated with the operation of the plant. The lower
pumping capacity allows for a lower approach -velocity at the traveling screens and reduces the
number of entrainable organisms drawn into the cooling water system. In addition, if flow
reductions are concentrated dlirihg the seasons of the year that plankton life stages of species of

concem are present, the overall seasonal reductions in fisheries tmpacts can greatly exceed the

guantity of the flow reduction. The installation of variable speed drives will be evaluated further
to determine the effectiveness in reducing IM&E at the EPS CWIS.

6.3  Heal Treatment Operatronal Changes

Potential operational and procedural enhancements to reduce unpmgement during heat treatment

events will also be evaluated. In the CDS, EPS will evaluate a couple of alternative bmfouhng .
control measures that might reduce the number, or eliminate the need for, heat treatments in the -
o intake mnnels. In addition, EPS will also evaluate a couple of modifications of the existing heat
treatment procedures that “might reduce the numbers of fish impinged dunng these events, but °

still provide effective heat treatment femoval of fouling orgamsms in the intake and intake -
tunnels. ' :
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7.0 Evaluation of Restoration Alternatives

The EPA Phase II 316(b) regulation [40 CFR 125.95Mm) 1)) allows the consideration of
restoration measures as one of the options that may be implemented, either alone or in
combination with technology and/or operational measures, to achieve performance standards for
reduction in IM&E losses. Facilities may propose restoration measures that will result in
increases in the numbers of fishes and shellfishes in the ‘waterbody that would be similar to those
achieved with meeting performance standards through the implementation of technologies and/or
operational measures. EPS will conduct an evaluation of potentlal restoration measures that may
be implemented in the event that it is determined that meetmg performance standards through the

.- implementation of technologies and/or operational measures alone is Jess feasﬂ:le less cost-
effective, or less cnvzronmcntally desirable than use of restoration measures.

- 7.1 Potential Restorat;on Measures

This section introduces the type of habitat restoration projects Lhat could potentzally be used to
offset IM&E losses at EPS. The offsets that wil later be calculated for each project will be based
on a numerical comparison of IM&E losses resulting from the operation of EPS, and the
expected production- of equwalent adults of the affected specms resulting from the restoratlon

cfforts using various habltat models.

Any SpCClﬁC conservation, enhancc_ment, or restoration project that is to be used for this purpose
should have a nexus (i.e. relationship between the environmental impacts and the propoéed
project) to the impingement and entrainment effects of the power plant. The projects that will be
evaluated to offset potenual EPS IM&E losses fall into thrcc general categories:

- Prcuects that would d]_rectly restore or enhance habitat in AHL;
« Projects that would prcserve restore, or enhanbe the AHL wateitshcd' and

« Projects that enhance the ncarshore coastal env:ronment in the vicinity of EPS Power
Station. : -

The following is a list of some of the potential restoration ineasures in each.of the above
categories, which will be evaluated to determine their feasibility of mplementanon and potentlal

efﬁcacy in mcetmg IM&E performance standards at the EPS:
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I. Restoration or Enhan.cement of AHL

Invasive species removal and prevention
Restoration of historic sediment elevations to promote reestablishment of eelgrass
beds A
Enhancement of AHL State Reserve
Marine fish hatchery enhancement ‘ 7
Community outreach soliciting public agency and landowner participation

IL Restoration or Enhancement of Agua Hedionda Watershed

Erosion control projects along upland watercourses
Construction of catchment basins, swales, and other sediment containment features

~ Land acquisition for purposes of creating conservation easements

Minimizing runoff from development activities
Restoration of floodplain habitat
Invasive species removal and prevention.’

1. Restoratioh or Enhancement of Nearshore Coasfal Areas

Marine fish hatchery stocking program
Artificial reef development -
Marine Protected Area establishment

- Kelp bed enhancement

. The “value” of the ecological services or benefits that will result from implementation of any of
these restoration projects will be assessed using various habitat models to demonstrate that the:

ecological “credits” gained through restoration will outweigh the ecological “debits” caused by

- the IM&E losses. A preliminary screening of these potential restoration measures will be

conducted to determine which projects warrant further evaluauon Sclected prOJects will be

A set of restoration project selection criteria has been developed to aid in the evaluation of

evaluated further based upon the criteria described below.

72 Project Selection Criteria

potential projects. The project selection criteria include:

Location o

Nexus to EPS IM&E effects

Basic need or justification for project

Nature and extent of ecological benefits

Stakeholder acceptance |

Consistency with ongoing resource agency work and environmental planning
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+ Administrative considerations

+ Implementation costs -

+ Cost effectiveness

» Ability to measure performance

s Success of comparable projects

» Length of time before benefits accrue

¢ - Technical feasibility

s  Opportunities for leveraging of func_is/availability of matching funds
e Legal requirements (e.g., permits; access) - : -

» Likely duration of benefits

Depending on the nature of a particular project, the relative importance and weighting of these
criteria may vary. As a general proposition, however, projects will be selected so as to maximize

- the ecological benefits to AHL and adjacent nearshore areas. This process Will_ ensure that the
- most effective projects are assigned the highest priority.
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8.0  Other Compliance Options for EPS

Two additional compliance alternatives that EPS may pursue in the course.of_déveloping the
most appropriate CDS for the EPS CWIS include a site-specific determination of BTA and a
trading approach for cooperative restoration solutions. The site-specific determination option
would be undertaken if the implementation of some combination of an intake technology,
operation change or restoration is significantly greater in cost than that estimated by US EPA or
the costs are significantly greater than the benefits of such measures. The trading program
compliance alternative would involve EPS teaming with other water users in the area to develop
a more comprehensive solution to reduce or mitigate for IM&E with a cooperatively funded
technology or restoration alternative. EPS has no specific plans and has not developed potential
teaming partners to pursue this compliance alternative at this time. However, EPS will remain

~open to exploring this comphance alternative if the right opportumty is Jdentxﬁcd prior to:

subrnittal of the CDS.

8.1 S;te-Spec.'ﬂc Determination of BTA

The intent of the EPS approach to compliance is to meet the entrainment and impingement

performance standards established by the EPA when the new rule was promulgated. That is,
EPS hopes to demonstrate that the EPS intake has reduced the effects of entrainment by 60 to

90% and reduced the effects of station operation on lmplngemept mortahty by 80 to 95% from -
* the calculation baseline. However, EPS also recognizes that if the costs of reaching these goals

cannot reasonably be achieved that the EPA'31_6(b) Phase II regulation allows a somewhat lower

IM&E reduction standard. Specifically the new rule would allow EPS to demonstrate that the

EPS facility is eligible for a site-specific determination of BTA to minimize IM&E and that EPS
has selected, installed, and is propexly operating and maintaining, or will install and properly

operate and maintain, :design and construction technologiés, operational measures, andfor .

restoration measures that the Dlrector has detenmncd to be the BT A to minimize adverse

‘ envxronmcnta] impact of the EPS coolmg water operanons

Thxs comphancc alternative allows the EPS facility to request a sﬂe—spcmﬁc determination of
BTA. for minimizing IM&E if EPS can demonstrate that the costs for compliance with the new

rule are significantly greater than those considered by EPA in the development of the rule

(cost/cost test) or that the costs associated with compliance are 31g111f' cantly greater than the

benefits (cost/benefit test) that would accrue to the environment.
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8.1.1 Cost/Cost Test

If EPS chooses to seek a site-specific determination of BTA, a cost/cost test will be performed to
compare the cost of implementing options to achieve full compliance with the 316(b) Phase II
standards to costs estimated by the EPA for the EPS facility for achieving full compliance. In
the 316 (b) Phase II rule, the EPA has assumed that the EPS facility would add a fish handling
and return system to the existing traveling water screen system. There was no expectation in that
recommendation that the EPS facility would need to meet the entrainment performance
standards. Therefore EPA has projected compliance capital costs for the EPS facility of
$2,841,330 (Federal Register, Vol. 69 — 7/9/2004, page 41677 ~ see Facility ID# AUTO0625).
This same source cites an expected existing baseline O&M annual cost of $104,,168 and a post

" construction O&M annual cost of $380,113 for EPS.

If pursuit of this compliance option is justified, EPS will conduct its evaluation following a

~ three-step method, as follows:

L. Identlﬁcatxon of feasible optlons for achieving full comphance (e g. combinations of
engineering, operatxonal and restoration actions);

2. Estimation of the dollar costs of implementing these actions (mcludmg capltal O&M
and lost generation revenue due to extended outages); and

3. Comparison of the iotal estimated cost of compliance based upon the compliance options
identified with EPA’s estimated cost of compliance for the facility in question.

One thing that has not been fully resolved by EPA is what constitutes'_“si'gﬁiﬁcant" compared to
the costs that EPA projected for the EPS. EPS will develop its perspective on what constitutes
significant during the development of the CDS. Itis likely that significance will be judged from

. the perspective of the cap1tal and operatmg costs and revenues from the operation of EPS.

' 8 1.2 Cost/Benefit Test

A cost/benefit test may also be pcrformed for EPS to mmpare the total costs of achieving

comphance with the envuonmental beneﬁts through implementation of the required . -

technologies, operational, and/or restoration measures. Costs are the sum of direct costs and the
indirect costs of any intake, operational or restoration mitigation actions. Direct costs include the
costs of implementing compliance alternatives, including capital, O&M, and lost generation
revenue due to extended outages. Indirect costs include any costs associated with impairment of
navigation, higher energy prices, and négativga ecological cffects of the mitigation actions on the
waterbody. .An initial phase of the cost!beneﬁt test will identify whether any of these indirect

- cost elements are relevant at the EPS. The cost/benefit test would specify the nature of the

relevant direct and indirect cost components at the facility.
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The benefits arise from reducing IM&E by the full amount of the 316(b) Phase II rule’s
performance standard relative to baseline conditions. The economic benefits of reductions in
IM&E have been specified bjr the BPA in its evaluation of the national benefits of the rule. The
classes of benefits identified by EPA in its assessment include direct use benefits (e.g. those from
commercial and recreational ﬁshmg) indirect use benefits (e.g. increased forage organisms), and
existence, or passive use benefits (. g. improved biodiversity). These benpefits are based on
standard definitions of value used by economists in cost/benefit analysis. Methods for
quantifying benefits to commercial and recreational fishing and other changes in natural
resources have been widely employed by envnonmenta} and natural resource economists over

 the past séveral decades.

The exact nature of the data and methods required for a cost/benefit analysxs wﬂl vary depending
upon the magnitude of the potential IM&E effects on a local and regional scale, the availability
of existing economic benefit studies that may be applied, as well as the comments of the
regulators and natural resource agéncies involved with reviewing this PIC. These can vary
widely and will not really be well understood until the results of the IM&E study are complete.
When the IM&E study is complete, the numbers of each species affected by operation of the:
intake can be quantified, and then a value for each species affected by IM&E at the EPS CWIS

" can be developed.

The benefit studies would be undertaken using a phased approach.” Following an initial scoping

- phase to determine the approach to conducting a cost/benefit analysis, an outline of a benefits

assessment approach will be determined. EPS will develop an approach to conducting a benefits
valuation for use in supporting a site-specific determination of BTA if that becomes the selected
approach for meeting compliance with the new rule. The approach will address the following
requirements for such a study as-outlined in the Phase II rule: ' ‘ |

1. Description of. the methodologms to be used to Vaiuc commermal recreational, and
other ecological benefits; '

2. Documentation of the bas1s for any assumpuons and quanutatlve estlmatcs and
3. Analysxs of the effects of significant sources of uncertainty.

If restoration is a component of the comphance approach, the ability of the restoration project(s)

- to generate benefits to offset impingement and/or entrainment effects must be demonstrated.

This requires specification of a metric that can be used to guantify restoratlon benefits in a
manner comparable to entrainment and impingement ‘effects in the ecosystern.
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Habitat assessment methods will be used for assessing the relative value of restoration actions.
The approach taken will be to:

I. Identify the key species of concern affected by the facility;
2. Identify critica! factors or habitat needs for those specigs;

3. Identify technically feasible and cost-effective restoration actions that address such
critical factors and needs factors; and

4. Choose an appropriate ecological metric for scaling effects of mitigation and/or
enhancing habitat needs within the adjacent ecosystem orarea.

For example, if it is determined that the restoration project needs to compensate for entrmnment
of a species for which spawning habitat is a limiting factor, then creation of sufficient new
spawning habitat to increase the population by the amount of entrainment would be required for
full compliance with the Rule. ‘This would then iranslate to acreage of created habxtat with
certain required structural charactenstlcs

If cntrainme:nt losses are of key concern, and the population of associated fish is of less concern,

 then biomass could also serve as the metric. The present value of the entrained biomass would
be computed as the ecological debit. Then, a wetland or other habitat creation project could be '

scaled in size to produce. the equivalent present value of biomass from the primary producﬂvxty
of the wetland or new habitat. :

813 Evaluatton of a S.'te-Speclflc BTA
The 316(b) Phase 1Y Rule allows facilitiés to seek site-specific determinations of BTA ifitcanbe

demonstrated that the costs of achicvmg full comphancc with the IM&E perfoxmance criteria at a

fac111ty are either:

L. Slgmﬁcantly greater than those considered by the EPA in dcvelopment of the rule

. (cost/cost test), or

2. Slgmficantly gréeater than the net envnonmental bcneﬁts to be achieved (cost/bcneﬁt
test),

If either of these methods is implemented, EPS may i)ropose this as the compliancc approach if
the costs are significantly higher than either the expected costs at the time the rule was

- promulgated or, for the amount of benefits that would be derived.

82  Trading For Cooperative Mitigation Solutions
In the preamble to the EPA 316(b) Phase II rule, as published in the Federal Register (Vol. 69,

- No. 131, pgs 41576 - 41693), there is a discussion of the role of trading under the rule (VL. F.2).
'I'l_le preamble describes how trading “...raises complex issues on how to establish appropriate
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units of trade and how. to measure these units effectively given the dynamic nature of the
populations of aguatic organisms subject to impingement mortality and entrainment.” However,
EPA suggests that delegated authorities responsible for implementing the 316(b) Phase Il rule
wishing to develop trading options “...would be best off focusing on programs based on metric
of compatibility between fish and shellfish gains and losses among trading facilities.”. This
section of the rule also states that if the delegated NPDES authority can demonstrate to the EPA
Administrator that they have adopted a NPDES program within a watershed that provides for
comparable reductions in IM&E, then the EPA Administrator must approve such alternative
compliance alternative requirements,

EPS may consider a watershcd—approéch trading program as a possible compliance alternative if
the right cpmbination of coastal water users identify mutual goals for achieving compliance,
either in whole or in part, with the new rule. EPS has not devcloped -any specific alliance of -
water depeﬂdent organizations to implement such a watershed-approach tradihg compliance -
alternative. However, EPS expects that after field studies have characterized CWIS effcci;s, that -
restoration may be the most feasible and cost-effective measure to meet the performance
standards. This might be done alone, or in combination with other intake technologies or

" operational modifications. However, it might well be that different technologies implemented to -
-achieve CWIS compliance at different electric generating facilities may result in mutual benefits

for the regional ecosystem. If muteal benefits of mitigation are identified among different

' generating faciﬁties then EPS would then consider establishing a trading program with other

generanng facilities to achieve the lowest cost, most comprehenswe and effective method to
comply with the new 316 b rule. ' '

EPS wﬂl remain open to seeking comprehensive solutions to the IM&E issues.in the region and
develop a plan for compliance with the possible cooperation of other water users such that the

‘issue is addressed in the most comprehensive manner for the regional ecosystem.
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9.0 Impingment Mortality & Entrainment Sampling '

An IM&E sampling program was conducted to characterize the fishes and shellfishes affected by
impingement and entrainment by the CWIS at the EPS. The data from the study will be used in
calculating baseline levels of IM&E against which compliance with performance standards will
be measured. A detailed IM&E sampling plan was devéloped for the IM&E studies (Attachment
C) and was previously submitted to the SDRWQCB in August 2004. The sanipling plan was
approved by the SDRWQCB and the sampling was done for one year starting in June 2004 and
continued into June 2005. The report is in the final stages of preparation.

As required in 40 CFR 125.95(b)(3), the results of the IM&E sampling program will be.
summarized in a report submitted as part of the CDS that includes the following: - '

» Taxonomic identifications of all life stages of fishes, Shellﬁshes, and any threatened -
or endangered specms collected in the vicinity of the CWIS and are susceptible to
IM&E;

Characterization of all life stages of the target taxa in the v1c1mty of the CWIS and a
descnptmn of the annual, seasonal, and diel variations in IM&E; and

. Documentaﬂon of the current level of IM&E of all life stages of the target taxa.

The goal of the study was to characterize the fishes and shellfishes affected by impingement and

" entrainment by the EPS CWIS. The studies examined losses at the EPS resulting from

impingement of juvenile and adult fishes and macroinvertebrates on traveling screens during
normal operations and during heat treatment 0pcratio'ns: and entrainment of ichthyoplankton and
invertebrates into the cboling water intake system. The sampling methodologies and analysis
techniques were derived from recent impingement and entrainment studies conducted for the
AES Huntmgton Beach Generatlng Station (MBC and Tenera 2005), and the Duke Energy South

- Bay Power Plant (Tenera 2004). The studies at Huntington Beach were performed as part of the -
. CEC California Environmental Quality Act (CEQA) process for permitting power. plant

modermization projects, while the South Bay project was for 3 16(b) compliance.

9.1  Assessment of Coolmg Water Infake System Effects

Conmderablc effort among regulatory agencies and the scientific community has been expended
on the evaluation of power plant intake effects over the past three decades. Power plant intake:
effects occur due to impingément' of larger organisms onto the intake screens and entrainment of
smaller organisms through the CWIS that are smaller than the screen mesh on the intake screens.

For the purposes of the EPS study we assumed that both processes lead to mortality of all

impinged and entrained organisms. The variety of approaches developed to assess the CWIS
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impacts reflects the many differences in power plant locations and resource settings (MacCall et
al. 1983). The various approaches have been divided into those that offer a judgment on the
presence or absence of impact and those that describe the sensitivity of populations to varying
operational conditions. These efforts have helped to establish the context for the modeling
approaches being used to estimate impingement and entrainment effects at the EPS.

Impact assessment approaches that will be used in the analysis of the entrainment data include:

. Adult-Eqmvalent Loss (AEL) (Horst, 1975; Goodyear, 1978);

« Fecundity Hmdcastmg (FH) proposed by Alec MacCall NOAA!NMFS and is
related to the adult-equivalent loss approach; and :

» Empirical Transport Model (ETM), which is similar to the approach described by'.
MacCall et al. (1983), and used by Parker and DeMartini (1989). : :

The application of several models to estimate power plant effects is not unique (Murdoch et al.
1989; PSE&G 1993; Tenera 2000a; Tenera 2000b). Equivalent Adult Modeling (AEL and FH) is
an accepted method that has been used in many 316(b) demonstrations (PSE&G 1993; Tenera
2000a; Tenera 2000b). The advantage of demographic models like AEL and FH is that they
translate losses into adult fishes that are familier units to resource managers. Estimates of
entrainment losses from these demographic models can be combined with estimated Josses to
adult and _;uvemle organisms due to impingement to provide combined estimates of .cooling

water system effects. The U.S. Fish and Wildlife Service proposed the. empl_ncal transport model -

(ETIM) to estimate mortality rates resulting from cooling water withdrawals at power plants -
{(Boreman et al. 1978, 1981). The ETM estimates the conditional .mortality due to.'entrainnient
while accounting for spatiél and temporal variability in distribution and vulnerability of each life
stage to power plant withdrawals. The ETM provides an estimate of power plant effects that may
be less subject to inter-annual variation than demographic mode] estimates. It also provides an -
estimate of population-level effects. not provided by demographic; approaches. But the ETM -

_calculations require information about the composition and abundance of larval organism from

the source water, necessitating the collection of samples from additional stations. A description
of each of these models and how they will be used to evaluate data col]ected in the M&E study
is included in the study plan (Attachment O.

The assessment approach used in the final report in the CDS for the EPS will also depénd upon
the facility’s baseline calculations and its method(s) of compliance with the 316(b) Phase I 7
performance standards for reductions in impingement mortality and entrainment. Compliance at.
EPS may be achieved by implementing either singly, or in combination the following:
technological or operational changes to the CWIS (TIOP), restoration methods, or site—_spéciﬁc
‘BTA standards. To demonstrate compliance through the TIOP it is only necessary to analyze
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impingement and entrainment data to determine baseline levels and assess those levels against
the improvements achieved through the implementation of the TIOP. In the case where
restoration is limited to only commercially ‘or recreationally important species (use species),
impingement and entrainment data may also be adequate to assess the levels of restoration
necessary to offset impingement and entrainment losses, assuming that scientifically valid

- population models exist for the species providing the lost benefits. In assessing compliance with

the performance standard in whole or in part through restoration of habitat to include
non-Tecreational and non-commercial species (non-use species) in addition to.the losses of use
species it is necessary to assess the impingement and entrainment losses also from the source

water using a combination of assessment methods to determine the commensurate level of

restoration. The same source water and entrainment data, and assessment methods would also be
used to determine a site-specific BTA standard based on cost-benefit analysis of entrainment
Josses to all use and non-use species. Source water data would not be necessary for cost-benefit
analysis based simply on the value of use species losses.

| 9.2  Target Species

Analysis of CWIS effects will be done on the most abundant orgamisms in the samples, and
commercially or recreatiopally important species from entrainment and impingement samples.

~All fishes and shellfishes during the impingement sampling were identified and up to fifty

individuals of each species of fishes, crabs, shrimp, lobsters, octopus, and squid were measured
and weighed. In instances where more than fifty individual of any one species were collected, the
first fifty were measured and the rest were counted and then weighted as a group. All other

- invertebrates were recorded as present. The following marine organisms were sorted, identified
-and enumerated from entrainment intake and source water plankton samples:

Vertebrates:

+ Fishes (all life stages beyond egg)

Invertebrates:.

* Rock crab megalopal larvae (Cancer spp.) .
- » California spiny lobster phyllosoma larvae (Panulirus interruptus)

These groups were also analyzed in most of the recent entraimment studies in southemn
California, 'jncluding the AES Huntington Beach Generating Station. Fishes and rock crab larvae
vacre selected because of their respective ecological roles or commercial and/or recreational
fisheries importance. The California spiny lobster was selected because of its commercial and/or '
recreational importance in the area. |
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The organisms apalyzed will be limited to taxa that are sufficiently abundant to provide
reasonable assessment of impacts. For the purposes of this study plan, we will limit the analysis
to the most abundant taxa that comprise 90 percent of all larvae entrained and/or juveniles and

- adults impinged by the EPS. The most abundant organisms are used in the assessment because

they provide the most robust and. reliable estlmates of CWIS effects. Since the most abundant
organisms may not necessarily be the organisms that experience the greatest effects on the

population level, the data will be examined carefully before the final selection of target species to -
determine if additional species should be included in the assessment. This may include -

commercially or recreationally important species, and species with limited habitats.

9.3  Impingement

‘The following is a summary of the methods used to collect impingement samples at the EPS.
- More complete details are included in the attached 316(b) Cooling Water Intake Effects

Entrainment and Impingement Sampling Plan (Attachment C). Sampling was completed during
both normal operations peridds and tunnel recirculation (heat treatment) events.

' Each normal operations impingement survey was conducted over a 24-hour period one day each |

-week from mid June 2004 through mid. June 2005. Prior to each survey any accumulated debris

and organisms on the bar racks and travclmg screens was removed and discarded. Bach 24-h0ur '

survey was divided into six 4<hour cycles. The travelmg screens at EPS take approxunately

© 30-35 minutes to complete a complete rotation and washing. The traveling screens generally

remained stationary for a period of about 3.5 hours and then are rotated and washed for 30-35

minutes depending on traveling screen rotation speed. All impinged material rinsed from the
traveling screens was rinsed into its respectiirc collection basket. The impinged material was
removed from these baskets and all organisms removed from the debris. Due to the design of the
_intake traveling scréens, there are three collection basket assemblies, one for Units 1-3, one for
Unit 4, and one for Unit 5. All lmpmged material from each set of screens was processed and -
recorded separately. Length and we1ght of up to 50 individual of each taxa of impinged fishes, |

crabs, lobsters, shrimp, gastropods, some pelecypods, octopus, and squid were recorded. If more
than 50 individuals of any taxa were impinged on any set of screens during a.single cycle, this

- extra group was counted and its total bulk weight was determined and recorded. All other
" invertebrates were recorded as present when observed. The amount and general identity of the

debris collected duﬁxig each screen cycle was also recorded. The number of circulating Water

purmops in operation during each survey, obtained from operator logs was used to calculate the
volume of water passing through the traveling screens during each survey. The number of

screens rotated during each cycle was also recorded during the screen washing periods.
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EPS conducts tunnel recirculations to control biofouling organisms growing on the intake
conduits. During these events, all impinged organism washed off the traveling screens and rinsed

" into the collection baskets were removed from debris and identified, counted, and measured

using the same procedures used during the normal operations surveys. A total of six tunnel
recirculations took place during this 2004-2005 study period. ‘

The abundance and biomass of the organisms impinged during the once per week normal

operations sampling will be used to estimate the impingement for the entire year by first

 estimating the weekly impingement. This is done by combining the information on the impinged

organisms with the total circulating water flow for the period between surveys. Thése weekly
estimates are then combined to estimate the annual impingement rate during normal operations.

Al orgamsm impinged durmg tunnel recirculation events are combined with those impinged

during normal operanons to generate an estimate of the overall annual impingement of the CWS.

94 Entramment

The following is a summary of the methods used to collect entrainment and source water

.planktoﬁ samples at the EPS. More complete details are included in the attached 316(b) Cooling :

Water Intake Effects Entrainment and Impingement Sampling Plan (Attachment C).

' Sampling to determine the composition and abundance of larval fishes, Cancer SPP. megalopae,

and spiny lobster larvae at the EPS intake structure and in the local vicinity began in June 2004.
The sampling was completed monthly thereafter, with the final sampling being completed in

~ May 2005, Samples during each of these monthly surveys were collected over a 24-hour period, -
~ with sampling being divided into four 6-hour periods. Sampling was conducted near the intake

structure to estimate larval entrainment, and at eight nearby stations in two sub-areas (threc

- stations in the AHL and five stations in the nearshore) to estimate larvae in the source water
- (Figure 7-1). ' : '

" The samples at the entrainment location (E1), at all the nearshore stations (N#), and at the Outer
Lagoon station (L1) were collected using a bongo net frame equipped with two 0.7} m (233

- feet) diameter opening with attached 335 pm (0.013 in) mesh plankton nets and codends. Each
net had a calibrated flowmeter that was used to determine the volume of water filtered dunng‘
'samplc collection. Samples were collected by first lowering the frame and nets from the surface

to as close to the bottom as practical without contacting it, and then moving the boat forward and
retrieving the nets at an oblique angle. The target volume of the combined volume filter through

both nets was at least 2,120 feet® (60 m>). After retricving the nets from the water, all collected -
* material was rinsed into the codend. The collected material from both nets was placed into a -

labeled jar and preserved.
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A ‘Due to the shallow depths in the vicinity of the Middle (L2) and Inner Lagoon (L3 and LA4)
stations, especially during low tides, samples at these stations were collected using a different
sampling protocol. These stations are sampled using a single plankton net and frame attached to
the bow of a small boat that pushes the net through the water and collects a sample from
approximately the upper 1 meter of water. By placing the net on the bow of the boat, the net

- collects a sample from undisturbed water. The collected material was rinsed into the codend and
then placed into a labeled jar and preserved. ' '

Location of EPS Entrainment (E1) and Source Water Stations (Ll‘ through L4, and

|
|
i : " Figure9-1 .
5 N1 through N5).

1 .

; fP?é’ﬁ?iff"‘-_‘

& Entrainment Station
@ Lagoon Source Water
@ Nearshore Source Water
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10.0 Summarj/

- This PIC has been prepared in accordance with 40 CFR 125.95(b)(1) and is being submitted to

the SDRWQCB prior to implementation of information collection activities. The following is a
brief summary of the information collection activities described in this document that will be
undertaken to support the development -of the CDS, the plan for compliance with IM&E
perforrﬁancé standards out]_incd in the EPA 316(b) Phase It Rule.

10.1 Evaluatlon of IM&E Reductton Measures

The EPS has selected several intake technologies operational measures, and restoration

measures that will be evaluated to determine effectiveness and feasibility of implementation,

either alone or in combination, to achleve the requn:ed reductions in IM&E. In summary, these
include the following: = :

Intake Technologies;

« Modified traveling screens vs_)ith fish return -
« New fine mesh screening structure

Operaﬁonal Measures:
«  Circulating water flow reductions / caps
« Variable speed diives for circulating water pumps
-+ Heat Treatment Operational Changes
Restoration Measures:
~ e Restoration or Enbancement of AHL_-vaﬁoué) ‘ o
* Restoration or Enhancement of Agua Hedionda Watershed (various) - -

» Restoration or Enhancement of Nearshore coastal projects (various)

Preliminary assessments of these IM&E reduction measures will be conducted to determine

those which warrant further evaluation. A more detailed evaluation of those measures will be

conducted and a combination of the most feasible measures proposed to meet IM&E
performance standards will be presented in the CDS.

10.2 Impmgement Mortahty & Entramment Sampling Plan

The IM&E Characterization Study Plan that was the basis for the 2004 2005 EPS IM&E Studyis -
included in Attachment C. The study plan described the collection, analysis, and evaluation
- methodologies for the twelve months of impingement and eptrainment sampling data at the EPS.
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The following are the main components of the sampling effort:
Impingement:”

1. Weckly inipfn gement sampling at each CWIS during normal plant operations-

2. Impingement sampling at the CWIS during each heat treatment cycle

. Entrainment:

1 Monthly entrainment sampling at the CWIS

2. Source waterbody sampling at five near shore source water ]ocatxons and four lagoon
source water locations : '

The characterization study plan also describes the sampling, quality assurance / quality control
(QA/QC), and data management procedures that will be used in the study. Results of the study

- will be used to:

L Détcrmine the current level of IM&E occurring at the CWIS.

2 - Compare the level of IM&E occurring due to the location, design, and operatmn of
“each existing CWIS with that which would occur if the CWIS were dcs:gncd as a
calculatxon bascline” intake. : :

- 3. Determine the additional 1evel of reductlon in IM&EE that would be required to meet
‘ pcrfonnance standards. ‘ :

. 4. Assist in the determination of the most feasible combination of intake technologies,
operational measures, and/or restoratlon measures that may be unplemented to reduce
IM&E to vulnerable species. - : :

163 Agency Review of PIC

As requ1rcd by the EPA 316(b) Phase II rcguiatlon this PIC is bemg subn:utted in accordance 3
with the schedule requested by EPS in a letter. dated January 6, 2005 to the SDRWQCB. The
regulation requires that the SDRWQCB. “provide their comments expeditiously (i.e. within
60 days) to allow facilities time to make i‘esponse modifications in their information collection

- plans” (Federal Register, Vol. 69, No. 131, Pg. 41635). EPS has comopleted the IM&E sampling

following its approved plan (Attachment C) and is working toward completing the final study

report. The EPS PIC represents the rest of the requirement information to comply with the PIC

requirements of Phase II 316(b) and EPS respectfully requests that SCRWQCB approve the PIC
within 60 days such that work may begin on the CDS in order to meet the January 8, 2008'. du:__:

" date.
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Encing Poiver Station
4B00 Cailsbad Boulevard
Garlsbad, CA 920084301

Cirect:  {760) 2684000
Fax: (760} 266-4026

'NRG CABRILLO POWER OPERATIONS INC

\4/ .

January 10, 2005

Mr. John Phillips

San Diegio Regwnal Wier Quahry Cbmml'Board
-9174 Sky Park Coust, Suite 190

San Diega, CA 921234340

‘RE: Cabn[!o PowerlLLC Encma Power Siation;
Request for Sclredule to Submit Iaformation to Comply with the Phase IT 316(b}
Ruje (40 CFR Part 125 Su_bpart J)

"Ref:  NPDES Permit Number €A0001350, Order No, 2000-03
Dear Mr. Philligs,

By this lefter Cabn]le Power I LLC: (Cabnllo’) requests 2 schedule for submxtfm g the
"information required by EFA’S new. Phase I 316(b) Rule for cadling water intake struchures for
. the Encina Power Station (EPS). For the reasons to-be presented in the following letter, Cabrillo
FEqUESts Your: approval io allow the information, regquired by 40 CFR 125.95 to be submitted o
you ne later thanl’anuary 7,2008. Jn.our circumstences,; this-date is as expedxnous as
practicable,™ The basis for-our request is éxplained below.

As'you know on July 9, 2004, EPA published its final rute pressnbmg [mw “gxisting
facilitics™ may cnmply with Section 31 6(!1) of the Cléan Water Act.' For most cxisting facilities,
. this rule will require a latge-amott of Hata 10 establish “best fechnology available® for the
facility's intake structure and to demonstrate compliance with the rule.

EPS is a “Phase I existing fasility” within the meamn;g of 40-CFR 125.91. Assuch, itis
reguired to-comply with the Phase 1T mlc, and i p‘artlcﬁlar to siibmit the studies and information
required by 40 CFR 125.95.

Secticih 125.95 of the new rule mquss détailed studles andother information to eatabhsh .

iwhat, intake sfructure technology or ethier meastres will be used to comply wiili the nule,
Crdinarily this matmaI 1§'io be subfnitted with the facility's yext application for renewal of its
NPDES: parmlt " Farpemnits that expire lesy than fotir years aftér the nile was published on July

- 9, 2004 (that is, before Tuly 9, 2008), the Hcility may havep lo three and half yedts to submit

the information, so long ag'it fs submilted “as expedmously as.practicable.”” The facahty may

g0 Fed, Reg, 41575, 41683 (uly 9, 2004).

% 40 CFR ¥25:95, 122 21(r){1)H); 122. 21D
? gy CER T25.95()((E),
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have even longer, until the end of the permit terri, unier 40 CER 122,21 (dX2)), if thie
. permitting agency agrees.

‘ The earrerit NPDES permit for EPS expifes on Febmary 9, 2005, well before July 9,
2008. Thersfore, Cabrillo hereby requests that you autborize the information catled for in 125.95
tobe submijtted as expeditiously as practicable, which, as explained below, wifl rcqu:rc until
January 7, 2008.

’ Y .
In orderto satisfy thc xpedifiously as pricficable” requirement, it should be'noted that
Cabrillo began the process of callecting the necessary information ¢ven before-the final rule was
- published. Cabrillo actually began as-early as 2003 to begin collecting information and
conducting internal évaluafions on how the, ai that time. draft, requiremenits could be complisd
with at EPS. Such infurtmaiion collsetion incladed preliminary tecimology assessments-and
_ research into ﬁxxstmg datz and information. Cabeillo alse inifiated an finpingement and
-entrainment sampling program in June 2004 that is scheduled fo conclude toward the. énd of
2005.

: Despite our early efforts, we will still need: untii Jansary 7, 2008, to complete the stodies
and collect the information required by 40 CPR, 12595, Our detdited explanation is presented
bélow by first summarizing the sigmificant number of informational requirements fhat must be
submitted 2nd then. concludes by presenting the s¢hedule by which the infermation would be
subitted. .

Cooling Water System Data

First, all facilities govered by the Phase H Bule must submit “cooling water system: dafa™
a5 requized by 40.CFR. 122.21{r)(5).. This includes anarrative description of the- operation of the
cooling water systemn, its te’tatlonshlp to cooling wafet intake Sfructures, the proportion of the
desipr intake flow that fsused in the system, the number of days of the vear the cooling water
systbm is it operatien,. and the seasonal changes i the operation-of the system, if applicable. Tt
also includes design and cagineering caleulations prepared by a qualified professional and :
supporting data-to support.the deseription, of the-operation of the.cooling water system. This.

" informiation must be snbm:tted at the same time as the Comptehensive Demonstration Study as
y discussed below:?

Proposal for ‘Informaﬁbn"(l’ol{ectibn

Under 40 CER: 125.95{3.}(1), Cabrillo mist dlso subniit.a Pmpawl for Infematlon
Collection (PIC). Pregaring the PIC 15 a lacge undetteking. The PIC raust coritain the items
listed in 40 CFR 125.95(0)(1); inchiding a description of proposed andfor implemented
technologies, operational measures, iand/er restoration measures 16 be evaleated, = list and

- desoription of historical stirdies cha.t-actmzmg m;pmﬂﬁmentmurtality and entrainnient andfor the -

* 40 GFR, 122.21RX5)) 2nd GD.

* 40 CFR 125.95(a)(2).

T
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physical and biological conditions m the vicinity of the cooling water intake struciures and their
relevance to the propoesed study. For exIsting data, it maust demonstrate the extent to which the
dad are representative of cusrent conditions and that the data-were coliected using appropriate
quality assurance/quality constrol prcedures, ThePIC must also include a suramary of past or
ongeing consultations with federal, state.and tribal fish and wildlife agencies and a copy of their
“written-commments, as well as 2 samipling plan for any new field studies describing all methods
and quality assurance/quality contro] procedures for sarpling and data analysis. As you know,
Cabrillo already submitted the sampling plan portion of the PIC o September 2, 2004, which
was kater approved by the San Digpd Regidanal Water Quality Control Board (chaonai Board).
The impingenient and entrainment sampling actually commenced 1n June 2004 a.nd is expected
to conchude toward the end of 2005..

" Beeaitse of the. magmtude aud specialized nature of the information to.be submxtted in- the
PIC, Cabidlle will have to contract with an outside consulting firm to obtain qualified persomnél

. to perfomm the work and to handle t]':.s Increased workload. Cabrilles contractor procurement

Process has precise Steps that must be undertdken to conforni to infernal pohcm and procedures
and applicable law. : ‘

Inclumng the time it takes t0 contract with quahﬁed consulting ﬁm znd to develop the
PIC using the impingeiert and éntrainment data coliected during 2004 and 2005, Cabrillo
believes 3 comprehensive PIC sould not be sebmitied for the Regiotial Board’s review and
approval any earlier than April 1, 2&06 Cabrille asks that the Regionil Board either approve it
or advise us of eny nesded chang&s vmhm 60 days as described in 40 CFR 125, 95(2.)(1 ),

- 125.95@){1).

C‘omprehensive Demonst-:"aﬁou S{ndy

‘The Comprehmswe Derxmnsh'auon Study (CD38), as described in 40 CFR 125.95(b),
inclades many mandatory sections that require substantial effort and titne 1o develop and snbmit.
Many sections of the CDS require tﬁat the information collection process described in the PIC be

conpieted prior to betng able to xmﬁatc those sections of the CDS. Because the PIC data

collection will not ba comyileted. ung:} carly 2006, as described below in the Impingement

“Mortality and/or Entrainment Charscterization Study section, much of the CDS will have to be -

cemplstcd during calendar years 20ﬂ6 and 2007, This will most likely be a significant time
constraint due to'the leval of work wqmmd by the Phase 11316(b) regulation. Below, ESP will

describe each section of the CDS in!detail, providing ample justification that Cabrille® § proposad_-‘__

complete CDS submission schcduié is “as expeditiously as practtcable "

[N PPR——.

. [ S PP TS e s e
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Design and Congiruction Technnloz-v Plan

Another analysis that must b‘c provided is the Design and Censtruicfion th}molqu Plan.3
If Cabritlo decides io use design and construction technologies and/or operational measures to
comply with the Phese I rule, 2 plas must be sobmitted that provides the capacxty ufilization rate
for the intake structure 2t EBS and provide supporting data (including the.avetage antial riet
generation of the facility in MW} raeasured over a five-year period (if available) of
tepregentative operating conditions and the fotal net capacity of the facility in MW, aleng with
the underlying calewlations, The pldn must explain the technologies and/or apetational mieasitres
that Cabiillo has i place and/or hav;e selected to meet the thuucmmls of thie nile.

This Design and Cnnsfmcﬁcm Technology Plan must contain a large an:icmnt of
information, as deseribed in 40- CFR 125.95(0)X43(A)-(D). This inforation irchudes (A) a
nanafive déseription of the-design and opetation of all design and tofstrction fechrialogies

‘arid/or operational measures, tncludmg fish handling and retumn. sysiems, and wuformation that

demonstrates the eficacy-of the tecﬁnoloals and/or operational.measures; (B) 2 ramitive
description of the désign anil operation of all desiga and construction thclinolopies andfor
opesafional vieasures and, infortnation that demonstrafes the efficacy of the fechnologies and/or
operationzl measuresfor cntmnmcal: {C) calculations of the reduction in impingement mortality
and entrainment-of all life stiges offish and shelifish that would, 'beaclﬁeVed by the technologiss
and/or operafional measures we have selected; and (1) design and engincering caleylations,
drawings, and estimates. pceparedby a qnall.'ﬁed professional to support the desenpuons
deacnbed above.

:

Technolo: I'nstaliﬁbion-énd emtion?la‘n ( \ OP

Assuiming GabnElu decides ghar the best'way to comply with the Phase Hrule is fo-use
design and construction tccbmiog:(és and/er operational measures, in whole.or in part, we-mmust

" submit te you the. following mfonn‘sxlon, in acdordince with 40 CFR 125950300 (A)A

schedule for the installafiop and mafnitenance of any new desigy and eonstriction technolog;es
(B) a list of operationsl and cther pémmeters to.be monitored and the location and. frequency that
we will monitor them; {C)- list of a¢tivities we will undertdke to ensiire to thedégrés practicable
the efficacy of Installed desipn and ponsteuction technologies and opcmtmnai ineasyings and our
schedule for implementing then; (I?) a schedulé and methodology for assessmg therefficacy of
anty installed design and conistruttiop. techinojogies and operational meabiirés in:necting :
applicable; perforinarice Standards. of site-specific requirements, including am “adaptive

mznagement plan™ for revising. das(gn and constructibn technologies, opetational measures,

eperation-and maimbehance requiréinents, and/or monitoting requiremerits-in the:event the
asidésment indicites that dpplicable performance or site-specific requityments are tot being met;
and (E) if Cabrillo choosss the compliance alternative in 125.94(a)(4) fwedge-wire sceens ora
technology ‘approved by the stits), docnmestation thaf. the appropriate site conditions descrited
in125.99(z) or (b) exist at ourfaclllty ‘

P 4DCFR [25.95(B)4)..

PR
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Restoration Plan

If Cabrillo determipes that restoration measures are the best method to comply with the *
fiew rule, in wholc or it part, then 2 Restoration Plan must be submitted in the CDS. This  plan
must include the information described i 40 CER 125.95(b)5). It must include 2 plan using an
adaptive management method fot implementing, maintaining, and demonstrating the efficacy of
fhe resteration measures fhat are selected and for determining the extent to which the restoration
measures, or the restoration measures-in combination with design and construction technologies
and pperational measures, have met the applicable performance standards. .

Site-Specific Requirements

If Cabrillo determines that site-spesific requivernents are appropriate becanse:the cost of
complying with the Phase T nile-will be “significantly greater” than cither the cost that EPA
considéred in ifs fulemaking or the benefits of complying with the rule, then Cabrillo-will have to
sitbmif the infonmation deseribed in40 CFR 125.95(h)(6). This includes a Comprehensive Cost
Evaluation Study and, for the cost:benefit analysis, a Benefils Evaluation Study. Cabrilio.must
also inclpde 2 Sne-Spcmﬁc Technology Plan describing and Jushfymg the site-specific.
Tequiremeiits.

Verification Manitaﬁng Plan

‘ Finally, Cabrillo must prepare a Verfication Monitoring Plan as part of 4 complete . B
CDS® Thisisa plan to conduct, at p minimurm, two yedrs of monitoring to verify'the full-scale ’ i
performance of the proposed or alraad.y implemented tectmologies andfor operational measures. :

PIC and CDS Schedule

The first afficizl submittal (besides this request for a schedule) that Cabrille-will fnake to
the Regional Board in compliance with the Phase '316(b) regulation will be the PIC. Forthe
reasons. e!q:lamed above, Cabrillo propgses to: sibmit a comprehiensive PIC for the Regional
Board’s review and approval by Apnl t, 2006. Cabrilio asks thif the Regional Board either
approve:the PIC or advise us of any:needed changm w:thm 60 days as described in 40 CFR

Because Ca.b;ﬂlo,plans 1o eallect substantial pew information as part of the expected PIC,

and since the repért presenting the resulis of the new impingement and enfrainment data

collected in 2004 and 2005 will notbe finalized until the end of 2005, and allowing for the
period of time the Regional Board has (o review and approve the PIC, it s unkikely that the
information needed to commence ' the majority of the sections of the. CDS (including the Design
andConstruction Technology Plan, the Technology Installation ahd Operation Plan, the

¥ 49 CFR. 125.950)(7).
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Restoration Plan (if applicable), the Site Specific quu.ircmqntsf(fif-ap;ilicablei, and the
Verification Monitoring Plan) will be available unfil mid to ldte 2006

Due-to the-siep by step process by which the data mus? be-gollected, processed, evaluated,
and then tursied info a detailed plan of action to achieve the new Phase IT 316(b) standands,
Cabritle does.nof believe a comprehensive CDS can be subriitted Sarlier than Jamuary 7, 2008, It

is for these imiporiant reasons that Cabrilly belitves' the ¥iast expéditious schedule possxbie for

sybmittal of 2 comprehensive CDS s by January 7, 2008,
Conclusion

Clkectinig, generating, eomwlmg, ‘and aﬁalyzmg the. Fatpe ariiotnr of informitien
reqmredby thePhiase I 316(b) rule will require a substanifal effort. Cabrillo will have to collect
and review the large volumes of already-cristing data o the platitangd the'source waterbody, as
~vell as inteprate the substantiel new'biological {nformation Qilrtent!y being sotleisted.

Because ihe Phasc II rule is tiew and. miced, e foresee this néed $a.coardinate clasely
with your departinent as we collect.the necessary infotination, analyze it, and defermine what -

" combination of techuology, operatidnal medsures, or TeStOrAHON DIEARIGES will best meet the

Phase I rle-for BPS. Cabrilio hopes your staff will be-available to consult with us troughout
this schedule a3 we complete these efforts,

. Forthe sbove reasons, we réquest that we b allgvred uatil J’anuacy“i', 2008 fo submit the
* information. mquuad fora perrmt application by the Phase I Rule, 40 CFR Part 125 Subpart J.

Sincerely,
Cabrilio FPower LLIC

By' s Autharized '\‘,ent, ;

y "By‘ NRG Cabrilio: Powcr Oparauoris Tne.

Gregory I Hughes
Reglonal Plant Manager

Sﬁeﬂa anika (C‘abnllo)

John Steinbeck (Tenera)

Fesdro Lopez (Cabrillo)

Hasghim Navrozati (Regona! Boa:d)

[
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Encina Power Station
4500 Carisbad Boulevard
Cardsbad, CA 92008-43CG1

- Direct:  (760) 268-4000
Fax: - (760) 268-4026

NRG CABRILLO POWER OPERATIONS INC.

September 2, 2004

M. John R. Phillips, P.E,
Senior Water Resource Control Engineer
San Diego Regional Water Quality Control Board

- 9174 Sky Park Court, Suite 100

San Diego, CA 92123-4340

Subject:  Cabrillo Power I LLC - Encina Power Station; '
Phase II 316(b) Entrainment and Impingement Samplivg Plan

‘Dear Mr. Phillips;

Cabrillo Power I LLC (Cabrillo) is pleased to submit a plan to conduct entrainment

“and impingement sampling for the Encina Power Station (EPS) to comply with the US
EPA’s recently published Phase II rule for compliance with Section 316(b) of the Clean
 Water Act. The approval of the EPS Entrainment & [mpingement Sampling Plan (E&I

Plan) is one of the early steps in the facility’s compliance with the Phase Il rule. Cabrillo

- requests expedited review and approval of this E&I Plan in order to optimize the
sampling synergies available by virtue of the data collection efforts already underway on

behalf of Poseidon Resources (Poseidon) for their proposed desalination project at EPS,

This sampling plan was prepared by Tenera Environmental (Tenera), which is the

* same firm that prepared the desalination sampling plan submitted to the San Diego

Regional Water Quality Control Board (San Diego RWQCB) on behalf of Poseidon in
July 2004. Consistent with that sampling plan, Poseidon has already collected several
complete sets of entrainment and source water samples at EPS. The Poseidon study plan -

~ and collected data will produce information on the larval fish and target invertebrates

¢contained in Poseidon’s source of desalination feedwater (the power plant’s cooling

. water discharge), as well as information on the larval fish and target invertebrates

contained in the power plant’s source waterbody and intake flows.

Data being collected for Poseidon on the power plant’s source population of
entrainable larval fish and target invertebrates is identical to the information Cabrillo will

~ be required to collect and analyze for EPS Phase II 316(b) studies. Tenera has prepared

this sampling plan to seamlessly and consistently continne the collection of the Poseidon -

_enfrainmeéiitdata. In that way, Cabiills ¢an confifiué the samipling effort for compliance
- with the new Phase II performance standards in an efficient and cost-effective manner.
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In the past five years, Teuera has completed 316(b) resource ésscssruents for the

Diablo Canyon Nuclear Power Plant, Moss Landing Power Plant, Morro Bay Power Plant

and Potrero Plant. Tenera study design and assessment methods are also being employed
in the ongoing 316(b) studies for the Huntington Beach Generating Station. Throughout
these projects, Tenera has worked closely with State and Federal agencies in the
development of their field study, impact assessment, and benefits evaluation methods.
Tenera has also just recently completed a 316(b) resource assessment for the South Bay
Power Plant that has been presented in final form to the San Diego RWQCB. Cabrillo’s
proposed E&I Plan has been developed in consideration of, and in keeping with, the
316(b) study rationales, content, sampling methodology, analysis and reporting that were
used in the South Bay Power Plant 316(b) Assessment (Duke Energy South Bay, May
2004), as well as all of the. power plants listed above. :

- This submission of the EPS E&I Plan is intended to meet part of the requirements. for

.the Proposal for Information Collection (PIC) section of the Phase I 316(b) regulation,

but not to address all of the PIC requirements at this time. All of the sampling plan
requirements specified in Section 125.95 (b)(1)(iv) are-incorporated into the EPS E&I

- Plan. At a later date, Cabrillo will submit the remainder of the PIC reqmremcnts

pursuant to Section 125.95(b)(1). Cabrillo requests approval of this E&I Plan specifying
how new E&I data will be collected, but acknowledges that the San Diego RWQCB will
be able to review the other portions of the PIC once submitted by Cabrilio. .

Therefore, in ordcr to provide continuous, efficient. and cost—eﬁ'ectwe samplmg at

_ EPS, Cabrillo requests that the San Diego RWQCB expedite review and approval of this

E&I Plan. Cabrillo understands that San Diego RWQCB is c;onsadcrmg retaining an -

~ outside consultant in order to provide timely response to this request. Cabrillo is
. available and prepared to work with your staff and the consultant to provide any
~ . additional clarification necessaxy to obtain tlmcly approval.

- Please contact Tim Hemig d.lrectly at 760.268.4037 if there are any questions.

Smcerely,
Cabnilo Power ILLC -

B?Its Authorized Agent,/@__—

By: NRG Cabrillo Power Operauons Inc.
Gregory J. Hughes

- Regional Plant Manager _'

cc: Tim Hemig, Sheila Henika, fohn Steinbeck (Tenera)



Cabrillo Power | LLC, Encina Power Station

316(b) Cooling Water Intake Effects

: Entrainment and Impingement Sampling Plan

£

Submitted to the California Ffegionaf Water Qualrty Control
Board ~ San Diego Region for Compliance with Section 316‘(b)
‘ of the Clean Water Act ‘

" September 2, 2004

. Preparad by:
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1.0 INTRODUCTION

1.1 Development of the 316(b) Sampling Plan -

"This document presents a sampling plan for conducting the entrainment and irpingement

sampling necessary for a cooling water intake assessment required under Section 316(b) of the
Federal Clean Water Act (CWA). Our sampling plan is based on a survey and compilation of
available background literature, results of completed Encina Power Station (EPS) intake studies,
and cooling water system studies at other power plants. The data from this study will form the
basis of demonstrating compliance with the new Phase I regulations rcccntly developed by the
U S Environmental Protection Agency {USEPA).

1.2 Overview of the 316(b) Program

Section 371603) of the Clean Water Act requires that “the location,; design, construction, and
capacity of cooling water intake structures reflect the best technology available for mmm:uzmg
. adverse environmental impact” (USEPA 1977). Because no smglc intake design can be
considered to be the best technology available at all sites, compliance with the Act requires a-
site-specific analysis of intake-related organism losses and a site-specific determination of the
best technology available for minimizing those losses. Intake-related losses include losses
resuiting from entrainment (the drawing of organisms into the cooling water system) and
1mpmgcment (the retention of organisms on the mtake scrcens)

1.2 1 Target Organisms Selected for Study ,
Thc USEPA in its ongmal 316(b) lists several cntcna for sclcctmg appropnate target orgamsms

for assessment mcludmg the following:

- 1. representative, in terms of their biological requirements, of a ‘balanced, mdlgcnous -

community of fish, shelifish, and wildlife; :
2. commercially or recreationally valuabie (e.g., among the top ten species landed—by

_doilar value); ‘

threatened or endangered;

critical to the structure and function of the ecological system (: e., habitat formers)

potentially capable of becoming localized nuisance species;

necessary, i the food chain, for the well-being of species determined in 1-4; and

meeting criteria 1-6 with potential susceptibility to entrapment/impingement and/or -

entrainment. ' '

IR O
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In addition to these USEPA criteria there are certain prabtical considerations that limit the
- selection of target organisms such as the following: '

* identifiable to the species level;
‘e collected in sufficient abundance to aliow for impact assessment, te., allowing the
model(s) constraints to be met and confidence intervals to be calculated; and
* having local adult and larval populations (i.e., source not sink species). For example,
certain species that may be relatively abundant as cntramcd larvae may actually ocour
offshore or in deep water as adults,

These criteria, results from the prcvious 316(b) studies at EPS completed in 1980, results from a
supplemental 316(b) study completed in 1997 (EA Engineering 1997), results from more recent

studies on the ecological resources of Aqua Hedionda Lagoon (MEC Analytical Systems 1995),.
and data collected from studies described in this document will be used to determine the

‘appropriate target organisms that will be evaluated in detail. ‘The final target taxa will include
- the fishes that are found to be most abundant in the entrainment and 1mpmgcment samples. In

addition to large invertebrates that may be abundant in 1mpmgemcnt megalopa.l (final) Tarval
stage of all species of cancer crabs (Cancer spp., which includes the edible species of rock crabs)
and the larval stages of California spiny lobster will be identified and. eaumerated from all
processed entrainment and source water plankton samples. -

13 Samplmg Plan Orgamzat:on

_This sampling pla.n first describes the EPS enwronmcnt design, and operatmg characteristics.

The methods for obtaining updated information on the types and concentrations of planktonic

* marine organisis entrained by the power plant’s CWIS are then discussed. A discussion of the
 theoretical considerations behind the assessment methods for the entrainment and impingement

"~ data is then presented: The final 316(b) repo:t will also include an overview of alternative intake
: tcchnologlcs and an analysis of feasible alternatives and their cost-effectiveness. l:o minimize

adverse cntramment and i unpmgemcnt effccts of the EPS CWIS.
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2.0 DESCRIPTION OF THE ENC!NA_POWER STATION AND
‘CHARACTERISTICS OF THE SOURCE WATER BODY

- 2. 1 Background

The Encina Power Station (EPS) is situated on the southern shore of the outer scgmcnt of the

- Agua Hedionda Lagoon in the city of Carlsbad, California, approximately 193 km (85 miles)

south of Los Angeles and 16 km (35 miles) north of San Diego. EPS is a gas- and oil-fueled
generating plant with five steam turbine generators (Units 1 through 5), which all use the marine
waters of Agua Hedionda Lagoon for once-through cooling, and a small gas turbine generator.

'EPS began withdrawing cooling water from Agua Hedionda [.agoon in 1954 with the startup of

commercial operation of Unit 1. Unit 2 began operation in 1956, Unit 3 in 1958, Unit 4 in 1973, .
and Uit 5 in 1978. The gas turbine was installed in 1968, which does not use cooling water in
its operation. The combined net generation capacxty of EPS is 966 megawatts electric (ch)
(Tab!e l)

2.1.1 _Pla‘ht Cooling Water System Description and Operation

- Cooling water for the five steam electric generating units are supplied by two circulating and one
or two service water pumps for each unit. The quantity of cooling water circulated through the

plant is dépcndct_lt upon the number of units in operation. With all units in full operation, the
cooling water flow through the plant is 2,253 m’/min (595,200 gallons per minutes [gpm]) or

3,244,430 m */day (857 million gallons per day [mgd]) based on the manufacturcr ratmgs for the -
- cooling water pumps (Table 1).

Table 1.° Encma Powcr Station gcneraﬁon ciapacity and booling water flow volume.

. Gross Generation - Coaling Wa.ter Daily Flow .
Unit (MWe) Flm(vg ;il}nun = da’;r (mad)
1 107 . 193(S1000) 278,000 (73)
2 104 193(51,000) = 278,000 (73)
3 110 204 (54,000) 294,350 (78)
4 300 806 (213,000) 1,161,060 (307) -
.5 325 856 (226,200) 1,233,010 (326)
Gas Tusbine 20 S o
Total . 966 2252 (595200) - 3,244,430 (857)

Cooling water for all five _stcarﬁ—gcncratiag units is supplied thr_ouéh a common iritake structure
located at thc-sou_thg:m end of the outer segment of Aqua Hedionda Lagoon, appro_ximme_ly 854
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| i (2,800 ft) from the opening of the lagoon to the ocean (Fig_uré 1). Cooling water from the

system is discharged into a small discharge pond that is located to the west of the intake
structure. Water from the discharge pond flows throu gh a culverf under Caﬂsbad Blvd and
through a discharge canal across the beach and out to thc ocean.

Seawater eatering the cooling water system passes through metal trash racks on the intake

_ structure that are spaced 8.9 cm (3¥2 in) apart and keep any large debris from entermg the

system. The trash racks are cleaned periodically. Behind the trash racks the intake tapers into

- two 3.7 m (12 ft) wide tunnels that further splits into four 1.8 m (6 ft) wide conveyance tunnels

(Figure 2). Conveyance tunnels 1 and 2 provide cooling water-for Units 1, 2 and 3, while
conveyance tunnels 3 and 4 supply cooling water to Units 4 and 5, respectively. Vertical
travclmg screens prevent fish and debris from entering the coohng water system and potentlally

- clogging the condensers. There are two traveling screens for Units 1, 2 and 3, two screens for

Unit 4, and three screens for Unit 5. The mesh size on the screens for Units I through 4 is 0 95

- cm (3!8 in), while the mesh size for Unit Sis 1.6 cm (5!8 in).

“The travehng screens can be Operated either manually or aufomatically when a spocxﬁed pressure
- differential is detected across the screens due to the accumulation of debiis. When the specified

pressure is detected the screens rotate and the material on the screen is lifted out of the cooling
water intake. A screen wash system (70-100 psi), located at the head of the screen, washes the

 debris from éach panel info a trough, which empties into collection baskets whcre itis

aocumulated until disposal.

'I'hc velacity of the water as it approaches the travehng scroeus has a la.rgc effect on lmpmgomcnt

- and entrainment and varies depending : on the number of pumps operating, tidal level, and

cleanliness of the screen faces. Approach velocities at high and low tide with all pumps’
operating were presented in the prcv:ous 3 16(b) study coaductcd in: 1979 and 1980 (Table 2)

‘ Table 2 Approach vclocmcs at travclmg screeos for Encma Power Stauon with all c1rcu1at1ng
water and service water pumnps in operation. : ‘ :

- ‘Estimated Mean Appmach Velocity {fps)

Unit HighTide . - Low Tide
| _ 0.7 1.2
2 07 S 12
3 , 0.7 12
4 10 L6
P :

0.7 ' 11
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Figure 1. Location of Encina Power Station in Carlsbad, California
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2.2 Aquaﬁc Biological Resources in the Vicinity of EPS

2.2.1 Agua Hedtonda Lagoon

The Encina Power Station (EPS) is located on Agua Hedionda Lagoon whzch is a man-made
coastal lagoon that extends 2.7 km (1.7 miies) inland and is up to 0.8 km (0.5 mi) wide. The '
lagoon was constructed in 1954 to provide cooling water for the power plant. A railroad trestle
and the Interstate Highway 5 bridge separate Agua Hedionda Lagoon into three interconnected
segments: an Outer, Middle, and Inner lagoon. The surface areas of the Outer, Middle, and Inner

_ lagoons are 26.7 (66 acres), 9.3 (23 acres), and 79.7 (197 acres) hectares, respectively. The

lagoon is scparatcd from the ocean by Carisbad Boulevard and a narrow inlet 46 m [151 ft] wide
and 2.7 m [9 ft] deep at the northwest end of the Outer Lagoon that passes undcr the highway
and allows tidal exchange of water with. the ocean.

Circulation and input i_nto Aqua Hedionda Lagoon is dominated by seri-diurnal tides that bring. -
approximately 2.0 million m’ of seawater through the entrance to the Quier Lagoon on flood

- tides. Approximately half of this tidal volume fiows into the Middle and Inner lagoons. On e¢bb

tides this same tidal volume flows out through the entrance to the ocean. Asa result of this tidal
flushing the lagoon is largely a marine environment. Although freshwater can enter the lagoon

.through Buena Creek, which drains a 7,500 hectare (18,500 acres) watershed, for most of the
year freshwater flow is minimal. Heavy rainfall in thc winter can increase freshwater flows,

reducing salinity, espectally i in the Inner Lagoon.

A study on the ecological resources of Agua Hedionda showed that it has good water qu_ality and
supports diverse infaunal, bird, and fish communities (MEC Analytical 1995). Eelgrass was

‘found in all three lagoon segments, but was limited to shallower depths in the Juner Lagoon

because water turbidity redizces_ photosynthetic light penetration in decper areas. The eclgrass
beds provide a valuable habitat for beathic organisms that are fed upon by birds and fishes.
Although eelgrass beds were less well developed in areas of the Inner Lagoon, it also provides a
wider range of habitats, includiag mud flats, salt marsh, and seasonal ponds that are not found
elsewhere in Aqua Hedionda. Asa rcsult bird and fish dxvcrsny was hlghest in the Inner
Lagoon. : :

- Atotal of 35 species of fishes was found during the 1994 and 1995 sa:ﬂpling conducted by MEC

(MEC Analytical 1995). The Middle and Inner lagoons had more species and higher abundances
than the Outer Lagoon. During the 1995 survey only four species were collected in the Outer
Lagoon, compared to 14 to 18 specics in the Middle and Ioner lagoons. The sampling did not
include any surveys of the rocky revetment lining the Quter Lagoon that would increase the
abundance and number of species collected. Silversides (Atherinopsidae) and gobies (Gobiidae)
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were the most abundant fishes collected. Silversides, including jacksmelt and topsmelt, that

. occur in large schools in shallow waters where water temperatures are warmest were most

abundant in the shallower Middie and Inner lagoons. Gobies were most abundant in the Inner
Lagoon which has large shallow mudflat arcas that are their prcfcrrcd habitat.

Special Status Species

" The recent assessment of the ecolo gical resources of Agua Hedionda did not collect any federally
. endangered tidewater goby (Eucyclogobius newberryi) that was once recorded from the lagooa

(MEC Analytical 1995). The record of the eccurrence may not be accurate or may p'mgiatc the

* construction of the Outer Lagoon that provided a direct connection with the ocean. The cumrent

marine environment in the lagoon would not generally support tidewater gobies because they

prefer brackish water habitats. No other listed fish species were collected iu the study.

222 Pacmc Ocean

Agua Hedionda Lagoon is tidally flushed through the small inlet in the Outer Lagoon by waters

from the Pacific Ocean. The physical oceanographic processes of the southern California Bight

that influence the lagoon include tides, currents, winds, swell, temperature, dissolved oxygen,
salinity and nutrients through the daily tidal exchange of coastal seawater. Near the mouth of the
lagoon the mean tide range is 3.7 ft (1.1 m) with a diurnal range of 5.3 ft (1.6 m). Waves

breaking on the shore generally range in height from 2 to 4 {t (0.6 to 1.2 m), although_ larger
waves (6 to 10 f£.{1.8 to 3.0 m}) are not uncommon. Larger waves exceeding 15 ft 4.6 m) occur
infrequently, usually associated with winter storms. Surface water in the local area ranges from

-2 minimum of 57°F (13.9°C) to 2 maximum 72°F (22.2°C) with an average annual temperature
' betwe:cn 63°F (17.2°C) and 66°F (18.9°C}). - :

The uter coast has a divcrsity of marine habitats and includes zones of intertidal sandy beach,

subtidal sandy bottom, rocky shore, subtidal cobblestone, subtidal mudstone and water column.

Orgamsms typical of sandy beaches include polychaetes, sand crabs, isopods, amphipods, and
clams. Grunion utilize the beaches around EPS during spawning season from March through

- August. Numerous infaunal species have been observed in subtidal sandy bottoms. Mollusks,

polychaetes, arthropods, and echinoderms comprise the dominant invertebrate fauna. Sand
doltars can reach deasities of 1,200 per square meter.: Typical fishes in the sandy subtidal
include queenfish, white croaker, several surfperch species, speckled sanddab, and California
halibut. Also, California spiny lobster and Cancer spp. crabs forage over the sand. Many of the
typically outer coast species can occasmnally occur within Agua Hedionda Lagoon carried by
incoming udal currents. :

@sn.oéom-om.t . 8 . oulozios
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The rocky habitat at the discharge canal and on offshore reefs supports various kelps and
invertebrates including bamacles, snails, sea stars, limpets, sez urchins, sea anemones, and
mussels, Giant kelp (Macrocystis) forests are an important habitat-forming community in the
area offshore from Agua Hedionda. Kelp beds provide habitat for 2 wide variety of invertebrates
and fishes. The water column and kelp beds are known to support many fish species, including
northern anchovy, jack smelt, queenfish, white croaker, garibald, rockfishes, surfperches, and
halibut. : : _ :

Marine-associated wildlife that occur in the Pacific waters off Agua Hedionda Lagoon are

. numerous and include brown pelican, surf scoter, cormorants, western grebe, gulls, tems and

loons. Marine mammals, including porpoise, sea lions, and migratory gray whales, also frequent
the adjacent coastal area. | )
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3.0 ENTRAINMENT STUDY AND ASSESSMENT METHODS

Entrainment studics were previously conducted in 1979 and 1980 at the EPS as part of the plaat's
initial Section 316(b) Demonstration requirement. The original study was conducted using pump

- sampling for plankton at the intake structure and net sampling of plankton at three source water
stations in the Outer Lagoon (SDG&E 1980). For this study, plankton net sampling at the intake
station and at an array of source water stations will be used to collect data for impact models that
will be used to update the previous 316(b) Demonstration study. The following questions will be
addressed by the entrainment and source water studies: '

e What 'Ls the baseline cntrainmcnt mortality?

o What are the species. composmon and abundance of larval ﬁshw cancer crabs and
lobsters entcamcd by the EPS?

* Whatare the cstimates of local species composition, abundance and distribution of source
water stocks of entrainable larval fishes, cancer crabs, and spiny lobsters in Agua
Hedionda Lagoon and the nearshore oceanic source waters?

The basis for estimation of entrainment effects is accurate knowledge of the composition and
densities of planktonic organisms that are at risk of entrainment through the power plant cooling
water system. Recent studies addrcssing 316(b) issues have focused on larval ﬁshds. and
commercially important crustacean species (Tenera 2001, 2004). The basic study design
invqlves the collection of plankton samples directly from the intake cooling water flow
(entrainment sampling) and comparing the densities of various target species from plankton
samples taken concurrently from the source water body (source water sampling). In the case of

- 'Encina Power Station (EPS), two areas contribute to the source water body; the lagoon sub-area .
and the nearshore sub-area, each having a unique contribution to the cooling water flows in teris.
of species composmon and probability of entrainment. '

3.1 Entrainment Study | | _
Field data on the composition and abundance of potentially entrained larval fishes, Cancer spp.
megalopae, and larval spiny labster Panulirus interruptus will provide a basis to estimate the
total pumber and types of these organisins passing through the power plant's cooling watet intake
system. For the purpc')scs of modéling and calculations, through-plant mortality will be assumed -
to be 100 percent; unléss otherwise determined through a San Diego RWQCB approved '

@SL,CEOO‘&-OS i.1 10
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entrainment mortality study. Monthly entrainment and source water surveys started in Iu_ne 2004
will be contisued on a monthly basis through May 2005. :

3.1.1 Entrainment Sampling Methods

This study was designed to quantify the composition and abundance of entrained larval fishes,
Cancer spp. mcgalbpac, and spiny lobster larvae. A map of the station locations that were
sampled starting in June 2004 is shown in Figure 3. These stations will continued to be sampled
through May 2005 on a monthly basis. o '

Sample collection mcthods are similar to those dcvcloped and used by the California
Cooperatxve Oceanic aod Fisheries Investigation (CalCOFJ) in their larval fish studies (Srmth
and Richardson 1977) but modified for sampling in the shallow areas of Agua Hedionda Lagoon.
Two replicate entrainment samples are collected from a single station (E1) Iocated ia front of the
EPP intakes by towing plankton nets from a small boat. A net frame is equipped with two 0.71
m (2.33 ft) diameter openings each with a 335 pm (0.013 in) mesh plankton net and codend. The
start of each tow begins close to the intake structure, proceeds in a northerly direction against the
prevailing intake current, and ends approximately 100 m from the structure. It is assumed that
all of the water sampled at the entrmmncnt station would have been drawn through the EPS
cooling water system

The tows are done by first lowering the nets as close to the bottom as practical without

contacting the substrate. Once the nets are near the bottom, the boat is moved forward and the .
nets retrieved at an obligque angle (winch cable at approximately 45° angle) to sample the widest
strata of water depths possible. Total time of each tow is approximately two minutes at 2 speed
of 1 kt during which a combined volume of at least 60m’ (2,119 ft*y of water is filiered through -
both nets. In similar studies conducted by Tenera, this volure has been shown to typically

. provide a reasonable number and diversity of larvae for data modeling. The water volume

filtered is measured by calibrated flowmeters (General Oceanics Model 2030R) mounted in the =
openings of the nets. Accuracy of individual instruments differed by less than 5% between '
calibrations. The sample volume is checked when the nets reach the surface. If the target

volume is not collected, the tow was repeated until the targeted volume is reached. The nets are
then retrieved from the water, and all of the collected material rinsed into the codend. The- |
contents of both nets are combined into one sample immediately after collection. The sample is
placed into a Iabel_ed jar and preserved in 10 pcrccﬁt formalin. Each sample is-given a serial
number based on the location, date, time, and depth of collcction In addition, the information is
logged onto a scquenﬂally numbered data sheet. The sample's serial numbcr is used to track i 1t
through laboratory processing, data analyscs and reporting.

@Swzoommj N : 11 ‘ o ‘ 09/02/04




—

15

—

e

Encina Power Station 316{(b} Sampling Plan

_ Entrainment samples are collected over a 24-hour period, with each period divided into four 6-
- hour sampling cycles. Larval fishes show day-night differences in abundances related to their

vertical migratory behavior and spawning periodicity, and the 24-hr sampling regime allows
‘these differences to be averaged far assessing entrainment abundances. Concurrent surface
water temperatures and salinities are measured with a digital probe (YSI Model 30).

Figure 3. Location of Encina Power Station entrainment (E1) and source water stations (L1

through L4, and N1 through N5).

3.2 Source Water Sfudy

This study was designed to quantify the local source water composition and abundance of farval _ ‘
fishes, Cancer spp. megalopae, and larval Panulirus interruptus in Agua Hedionda Lagoon and .

the nearshore source waters. The source water is partitioned into lagoon and nearshore sub-areas

for modeling cooling water withdrawal effects (Figure 3). Collection methods are identical to -

the entrainment sample collection, with the exception that a single paired-net sample is collected

at each station and the nearshore samples are be collecied from a larger vessel capable of

@SLO2004~051. { 12 - 08/2/04




Encina Power Station 316{b) Sampling Ptan

navigating open coastal waters in all weather conditions, day or night. The shallow waters in the

Middle and Inner lagoons required a different sampling protocol than the oblique tows used at

the Outer Lagoon and nearshore stations. The Inner Lagoon is sampled using a single frame
plankton net mounted on the bow of a small boat which pushes the net through the water thereby
eliminating any obstructions in front of the net during sampling. The net is raised and fowered
‘during sampling to sample the range of dcpths available in the shallow Inner Lagoon.

The stations are stratified to include four lagoon stanons wnthm the inner (2), rmddic (1), and
outer lagoons (1), and five nearshore stations that cover a depth range of 530 m (16-98 ft). The
array of locations and depths was chosen to assure that all potential source water community

- types are represented. For example, stations in the inner lagoon will have a greatcr proportion of
“larvae from species with demersal eggs, such as gobies, that spawn in quict water eavironments,

while nearshore stations wil] have more larvae of species that spawn in open water such as

California hatibut and white seabass. The study will allow comparison to eachier larval fish.

studies done for the ongmal EPS 316(b) in 1979-80 (SDG&E 1980).

A currcnt meter is placed in the nearshore between Stations N4 and NS. The data from the meter
will be used to characterize currents in the nearshore area that would directly affect the dlspersal
of planktonic organisms that could be entrained by the power plant. The data will be used to-
define the size of the nearshore component of the source water by vsing the current speed and the
estimated larval durations of the entrained organisms. ) -

The number of source water stations will be evaluated as data become available to determine if
fewer stations can be sampled. For example, a re_duction in the number of stations may be

- recommended if analysis indicates that only one station is necessary to characterize the Inner

Lagoon, or the Middle Lagoon is sufficiently similar to the Inner Lagobn that it does not need to

" be-sampled separately. Analysis of current meter data may-also indicate that Station NS does not '

need to be sampled because the curre.nt is predominantly a.longshorc and can be adcquately

: charactenzed using the other stations closer to shore.

_ @SLO2004-051.1 : 13

3.2.1 Source Water Samplmg Methods

Sampling is conducted usmg the same methods and during the same time period described earlier
for the entrainment collccuons (Secuon 3.1.1) with target volumes for the oblique tows of
approxnmatcly 60 m® (2-3 minute tow at approximately 1 knot). '
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3 3 Laboratory Processing and Data Management

Laboratory processmg will remove all larval fishes, megalopal stages of Cancer spp., and larvac
of spiny lobster from the samples. Fish eggs will not be sorted from the samples. Although '
many marine fish eggs are described in the scientific literature, most identifications are difficult
and very time consuming, and impact models can be adequately parameterized without egg

-density data. Larval fishes and all species of cancer crab megalopae will be identified to the
~ lowest taxonomic level possible by Tenera's taxonomists. In addition, the devclopmcntal stage
- of fish larvae (yolk-sac, preflexion, flexion, postﬂemon transformation) will be recorded on the
. data sheet. A laboratory quality control (QC) program for all levels of la‘boratery sorting and

taxonomic identification will be applied to all saraples. The QC program will also incotporate
the use of outside taxonomic cxpcrts to provide taxonomic QC and resolve tdcnuﬁcatlon

) uncertmntles

-Many larval fish cannot be identified to 'the specics level; these fish will be identified to the

- . lowest taxonomic classification possible (¢.g., genus and species are lower orders of

classification than order or family). Myomere and pigmentation patterns are used to identify

many species; however, this can be problematic for some species. For example, sympatric

members of the family Gobiidae share similar charactedistics during early life stages (Moser

' 1996) making identifications to the species level uncertain. “Those gobiids that we are unable to

1dent1fy to species will be grouped into an “unidentified goby category.

Laboratory data sheets will bé coded with species or taxon codes These codes will be verified
with species/taxon lists and signed off by the data manager. The data will be entered into a

computer database for analyms

B Length measurements will be taken on a représcntative sample of the target larval fish taxa.

Approximately 100 fish from each taxon will be measured using a video capture system and -
Optimus™ image analysis software. "The 100 fish from each taxon will be selected from the

" entrainment station based on the percentage frequency of occurrence of a taxon in each survey. -

For example, if 20 percent of the California halibut larvae for the entire year-long study were
collected from during the June survey then 20 fish will be measured from that survey.

34 Assessment Methods

Potcntml cooling water intake system (CWIS) entramment cffects will bc evaluated using a suite )

- of methods, with no single method being superior to any others. The potential entrainment -

effects of the EPS CWIS, assuming 100 percent through-plant mortality, will be estimated using - '
the site-specific field data collected in this proposed study. The potential for any such CWIS
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effects to cause long-tcm population level impacts will be evaluated through the use of three
analytical techniques: proportional entrainment (PE), adult cquivalcnt loss (AEL), and fecundity

~ hindcasting (FH). The results of these analytical steps will support assessments with respect to
. species population demographlcs (e.g., standing stock, age structure stabthty, ﬁshcry trends, and
* sustainable harvest management plans).

3.4.1 Demogréphic Apprdaches (FH and AEL )

‘The fccuridity hindcasting or FH analysis approach (Horst 1975) compares larval enfrainment
* losses with adult fecundity to csumatc the amount of adult female reproductive output eliminated

by entrainment. It thereby. hindcasts the numbcfs of adult females effectively removed from the

: reproductively active populauon. The accuracy of these estimates of effects i is dependent upon

such factors as accurate estimates of age-specific mortality from the egg and early larval stages
to entrainment, and also on age-specific estimates of adult fecundity, spawning periodicity, and

© reproductive lifespan. If it is assumed that the adult population has been stable at some current

. level of exploitation and that the male:female ratio is known and constant, then fecundity and

. mortality are integrated into an estimate of loss by converting entrained larvae back into females
" {i.e., hindeasting). In making this conversion, the number of eggs, derived from the aumber of

larvae adjusted for egg to larvae mortality, are-divided by the average number of eggs produced
by each age class (size) of reproductive females in the stable poptlation’s ideal age structure.
However this degree of information is rarely available for a population. In most cases, a simple

. rtange of eggs per femalcs is rcported thhout agc—spcc:lﬁcxty

 An advantage of FH is that survwcrshlp need only be esttmatcd for a relatively short pcnod of
the larval stage (i.e., egg to larva). This method does not rcquirc source water samphng in

. addition to estimates of larval entrainment concenteations. This method assumes that the ioss of

. asingle female's reproductive potential is equivalent to the loss of aduits. For the purpose of the

IeSOUrCe assessmernt, 1f EPS-induced entrainment losses are to be equated to populatmn level

' units in terms of fractional fosses, it is still necessary to estimate the size of the population of
interest. To this end, our assessment will employ any available, scientifically acceptable sources

of information on ﬁshcncs stock or populatmn estimates of unexplontccl specms entramed by thc
EPS.

The adult equivalent loss or AEL apprbach (Goodyear 1978) uses age-specific estimates of the

- abundance of entrained or impinged organisms to project the loss of equivalent numbers of
- adults based on mortality schedules and age at recruitment. The primary advantage of this -

approach is that it translates power plant-induced, early life-stage mortality into equivalent
numbers of adult fishes, the units used by resource managers. Adult qquivaleht ioss does not -
necessarily require source water estimates of {arval abundance in addition to entrainment
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estimates, as required in PE. This latter advantage may. be offset by the need to gather age-
specific mortality rates to predict adult losses and the need for information on the adult
populatiori of interest for estimating population-level effects (i.e., fractional losses). However,
the need for age-specific mortality estimates can be reduced by various approximations as shown
by Saila et al. (1987), who used six years of entrainment and two years of impingement data for
winter flounder Pleuronectes americanis, red hake Urophycis chuss, and pollock Pollachius

" .virens at the Seabrook Station in New Hampshire. Their model assumed an adult population at

equilibrium, a stable age distribution, a constant male:female ratio, and an absence of

‘density-dependent (i.e., compensatory) mortality between entrainment and recruitment to the

adult or fished stocks. Input data to their model parameters were gathcrcd in field surveys of
spawning populations, egg and larval production, and local hydrology.

Declining ﬁopu_laﬁqns canbe accounted for in both the AE'L and FH approaches by using age-
_specific adult mortality estimates from fishery catch data and by aSsuming ne compensatory

mortality. However, we know that this is not an assumption that fits the reality of population
dynamics. The removal (mortality) of any life stage will have an effect if it exceeds the number
of reproductive adults required to produce that number of larvae. That is, the adult population
will decline one for one with every larva lost. This is clearly not the case, nor does cverjr larva -

. survive to become an adult. Although we have essentially no way of cstimating the degree (o
. which a population can sustain losses and remain stable, it is an important issue when estimating

long-range effects. The effect, known as dcnmty—depcndencc (sometimes called compensation),

- can affect the vital rates of impacted Organisms. Density-dependence is not confined to acting
. through mortality; growth and fecundity may also be density-dependent. In fi sheries

management models, which we will take as our working models in forecasting long-term

. population trends, the level of compensation posmbie in specncs can be examined empirically by
- the response of its population to harvest rates.

Some cntraigment.studics have assumed that cornpensation is ot acting between entrainment -
“and the tithe when adult recruitment would have taken place, and further, that this specific ‘

assumption resulted in conservative estimates of projected adult losses (Saila et al. 1987).
Others, such as Parker and DeMartini (1989), did not include compensatory mortality in -
estimates of equivalent adult losses because of a lack of consensus on how to include it in the
models and, more importantly, uncertainty about how compensation would operate on the

‘populations under study. The uncertainty arises because the effect of compensation on the.

ultimate number of adults is directly related to which of the vital processes (fecundity, somatic
growth, mortality) and which life stages are being affected. ‘In particular, Nisbet et al. (1996)
showed that neglecting compensation does not always lead to conservative long-term’ estimates

 of equivalent adult losses.
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3.4.2 Empirical Transport Model (ETM)

The PE approach (Boreman et al. 1978, Boreman et al. 1981) will provide an estimate of ‘
incremental (conditional, Ricker 1975) mortality imposed by EPS on local source water larval
populations by using empirical data (plankton samples) rather than relying solely on :
hydrodynamic and demographic calculations. Consequently, PE requires an additional level of

field sampling to characterize abindance and composition of larvae using results from the larval '

fish surveys defined in this document (Section 3.2.1). These estimates of species-specific

- fractional losses (entrainment losses relative to source water abundance) can then be expanded to
. predict regional effects on appropriate adult populatlons using an empirical transport model

(ETM), as described below. Required parameters for the PE approach include the rate of cooling
water withdrawal, estimates of entrained larval fish concentrations, and estimates of the larval
fish concentrations in the source waters. '

The use of PE as an input to thc empmcal transport model (ETM) has been proposed by the U.S.
Fish and Wildlife Service to estimate mortality rates rmcultmg from cooling water withdrawals by

. power plants (Boreman et'al. 1978, and subsequently in Boreman et al. 1981). Variatjons of this

model have been discussed in MacCall et al. (1983) and have been used to assess impacts at a
southern California power plant (Parker and DeMartini 1989). The ETM has also been used to
assess impacts at the Salem Nuclcdr Gehcrating Station in Delaware Bay, New Jersey (PSE&G
1993) as well as other power stations along the East Coast. Empirical transport modeling

 permits the estimation of annual conditional mortality-due to entrainment while accounting for

the spatial and temporal variability in distribution and vulnerability of each life stage to power

.- plant withdrawals. The generalized form of the ETM incorporates many time-, space-, and age-
- specific estimates of mortality as well as information regarding spawning petiodicity and
* duration, many of which are limited or unknown for the marine faxa being investigated at EPS. o
The applicability of the ETM to the present study at EPS will be limited by a lack of either - A i
: A

emipirically derived orreported demographic parameters needed as input to the model. However,
the concept of summarizing PE over time that originated with the ETM can be used to estimate

' cutrainment'cffgcts over appropriate temporal scales either through modeling or by making

assumptions about species-specific life histories. We will employ a PE approach that is similar

 to the method described by MacCall et al. (1983) and used by Parker and DeMartini (1989) in

their final report to the California Coastal Commission (Murdoch et al. 1989), as an cxamplc for
the San Onofre Nuclear Generatmg Station (SONGS). This estimate can then be surmnanzed

over appropriate blocks of time in a manner similar to that of the ETM.
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4.0 IMPINGEMENT EFFECTS

“The two primary v)ays cooling water withdrawal can affect aquatic organisms are through

impingement and entrainment. Larger organisms are subjected to impingement on the screening

- system on the power plant’s cooling water intake system (CWIS) that excludes debris from the
' circulating water pumps. EPS presently has seven sets of vertical traveling screens in three

separate areas. Approach velocities vary from approximately 0.7 fps at high tide to 1.6 fps at
low tide. Impingement occurs when an organism larger than the traveling screen mesh size is
trapped against the screens. These impinged orgamsms are assumed to undergo 100 pcrccnt
mortality for the purposes of tlus study The following questions will be addresscd by the
impingement study '

. What'is the baseline impingement mortality?

« What are the species compasition and abundance of fishes and macroinvertebrates
impinged by EPS? | -

4.1 Review of 1980 lmpmgement Study

* In earlier 1mpmgcmcnt studies at EPS, fish samples were collcctcd from scrcen washes during

high and low impingement periods for one year (SDG&E 1980). Samples were collected over

- two-12 hour periods during each day to represent daytime and nighttime impingement. Since
. samples were collected every day the study provides a direct measure of EPS impingement.
During the one-year period during normal plant operations 76 species of fishes and 45 species of
‘macro-invertebrates totaling 85,943 individuals and weighing 1,548 kg (3, 414 1b) were
: 1mpmged. During the seven heat treatments conducted during the sampling permd 108,102

fishes weighing 2422 kg (5,341 lb) were collected. The most abundant fishes collected in

- impingement samplg:s were actively swimming, open-water schooling species such as deepbody
and northern anchovy, topsmelt, and California grunion. Other abundant species included
© queenfish and shiner surfperch. Duzing heat treatments larger fishes were collected that were

less common during normal impingement. These farger fishes probably live in the CWIS and are

_ able to avoid impingement during normal plant operation, but succumb to the warmer
. temperatures during heat treatment. Marine plants, largely eelgrass and giant kelp, made up the
~largest component of material in impingement samples. :

Impingement losses at EPS were much less when compared with impingement at other coastal

- plant in southern California. Impingement was much greater at the Redondo Beach Generating

Station and San Onofre Nuclear Generating Station Unit 1, even though the cooling water flows
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at those two facilities are less than the flow at EPS (673 and 500 MGD, respectively compared
with 828 mgd at EPS). The intake approach velocities at the screenwells at EPS are lower than
the velocities at these other facilities allowing most fishes fo avoid impingement by coatinuous
or burst swimming. The SDG&E report (SDG&E 1980) and a later evaluation (EA 1997) both
concluded that the biological impact of EPS was insignificant in terms of impingement losses.

4.2 Impingement Study Methods'

‘The purpose of the proposed 316(b) impingement study will be to characterize the juvenile and
adult fishes and selected macroinvertebrates (e.g., shrimps, crabs, lobsters, squid, and octopus)

- impinged by the power plant’s CWIS. The sampling program is designed to provide current
- estimates of the abundance, taxonomic composition, diel periodicity, and seasonality of -

ofganisms irnpinged at EPS. In particular, the study will focus on the rates (.., number or
biomass of organisms per m? water flowing per time into the plant) at which various species of
fishes and macroinvertebrates are impinged. The impingement rate is subject to tidal and

- seasonal influences that vary on several temporal scales (e.g., hourly, daily, and mounthly) while

the rate of cooling water flow varies with power plant operations and can change at any time. A

- review of the previous impingement study at EPS will provide context for interpreting changes in

the magnitude and characteristics of the present day impingement effects. Studies of the Agua .
Hedionda fish assemblages independent of EPS (e.g., MEC Analytical 1995) will also provide
information regarding the marine environment in southern and central Agua Hedionda Lagoon.

- In accordance with procedures employed in similar studies, impingement sarﬁéling will occur

over a 24-hour period one day per week. Before each sampling effort, the trash racks will be
cleaned and the traveling screens will be rotated and washed clean of all impinged debris and

- organisms. The sluiceways and collection baskets will also be cleaned before the start of each

Sémpiing.cffort.; The: operating status of the circulating water pumps on an hourly basis will be

_recorded during the collection period. Each 24-hour sampling period at the traveling screens will
be divided into six 4-hour cycles. The traveling screens will remain stationary for a period of 3.5 .
" hours then they will be rotated and washed for 30 minutes. The trash racks will be cleaned once

every 24 hours. The impinged material from the traveling screens will be rinsed into the
collection baskets associated with each set of screens and the impinged material from the trash
racks will be collected in the bin on the rake apparatus. The debris and organisms rinsed from

" each set of traveling screens and the trash racks wﬂl be kept separate and pmcesscd accordmg to
the procedures presented in the following section.

_If the traveling screens are operating in the continuous mode, then sampling will be coordinated

with the intake crew so samples can be collected safely. A log containing hourly observations of

 the operating status {on or off) of the circulating water pumps for the entire study period will be
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cooling water pumped by the plant, which will then be used to calculate impingement rates. The
same procedure will be used to coordinate additional sampling efforts at the trash racks in case
they need to be cleaned more frequently than once every 24 hours. The sampling at éach of the
three sets of traveling screens will be offset by one hour to allow screen wash and collection to
occur at each set of screens separately.

Impingement sampling will also be conducted during heat treatment “tunnel shock™ operations.
Procedures for heat treatment will involve clearing and rinsing the traveling screens priot to the
start of the heat trcatmcnt_ procedure. At the end of the heat treatment procedure normal pump
operation is resumed and the traveling screens rinsed until no more fish are collected on the

_ screens. Processing of the samples will occur using the same procedures used for normal
impingement sampling. We anticipate that up to eight heat treatments will occur durmg the one-

year study period.

A quahty control (QC) program will be implemented to ensure the correct tdentification,

enumeration, length and weight measurements of the. organisras recorded on the data sheet.

Random cycles will bé chosen for QC re-sorting to verify that ali the collected organisms were

removed from the unpmged material.

Depending on the number of individuals of a gi{rcu target species present in the sample;, one of

two specific procedures is used, as described bclow Each of these procedures involves thc
followmg measurements and cbservations:

1 The appropriate linear measurement for mdmdual fishes and moule mvertebratcs is
determined and recorded. These measurements are made in millimeters to the ncarcst 1
mm. The following standard lincar measurements are used for the animal groups

" indicated:
Fishes Total bedy length for sharks and rays and standard
lengths (fork length) for bony ﬁshcs
Crabs Maximum carapace width.
o - Carapace length, measured from the anterior margin of
'{ Shrimps & Lobsters || carapace between the eyes to t.hc posterior margin of
- ' the carapace. :
Gastropod &
PcIeCypodp Molluscs Maximusn shell length or maximum body length.
Oct Maximum “arm” spread, measured from the tip of one
opus
e tentacle to the tip of the opposite tentacle.
Squid Maximum body length, measured from the tip of one
d teatacle to the posterior end of the body. ‘
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2. The wet body weight of individual animals is determined after shaking loose water from
the body. Total weight of all individuals combined is determined in the same manner.
All weights are recorded to the nearest 1 g. '

3.' The qualitative body condition of individual fishes and macroinvertebrates is determined
and recorded, using codes for dccomposmon and phy31ca1 damage. These codes are
shown on the attached form. :

4. Other non~targct, sessile macroinvertebrates are identified to species and their presence
recorded, but they are not measured or weighed. Rare occurrences of other impinged
animals, such as dead marine birds, are recorded and their individual weights determined
and recorded. o :

5. The amount and type of debris (c.g:. Mytitus shell fragmcnts, wood fragments, etc.) and

any unusual operating conditions in the screen well system are noted by writing spcciﬁc‘ .

" comments in the “Notes” section of the data sheet.
The following épcciﬁc procedures are tsed for processing fishes and niotile invertebrates when _

the number of individuals per species in the sample or subsample is < 29

1. For each individual of a giw;cn species the linear measdrem;nt, weight, and body
condition codes are determined and recorded on separate lines.

The following specific éubsmubling procedures are used for fishes and motile invertebrates when -

the number of individuals per spccies is > 26:

1 The linear mcasuremcnt individual weight, and body CQﬂd.lflOﬂ codes for a subsample of

30 individuals are recorded on individual lines of the data sheet. The mdav;duals selected
' for measurement should selected after spreading out all of the individuals in a sortmg
| container, making sure that they are well mixed and not scgrcgatcd into size groups.
Individuals. wlth missing heads or other major body parts are eliminated from
consideration, since linear measurements of them are not reprcscntauve

S 2. -'I'hc total numbcr and total weight of all the rcmammg mdmduals combined are
determined and recorded on a separate line. : '

4.2.1 Samplmg Frequency

Results from the previous impingement study indicated that thc impingement is much greater

during the heat treatment “tunnel shock™ events, Almost 60 percent of the total impinged fishes

(over 60 percent by weight) were collected during the seven tunnel shock events. Impingement
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rates during normal operations were much less. Although we have propbsed to sample normal
impingement weekly, we will evaluate the potential to reduce the sampling frequency to once
every two weeks. The analysis will be done using the weekly data collected at EPS during this

- study and data from other southern California power plants with shoreline intake st:ucfures. The
reduced sampling frequcncy may provide an acieqilatc estirate of ir_npingcmeni especially since -
we will continue to sample impingement during each of the tunnel shock events when
impingement is highest. - ' Co
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5.0 COOLING WATER SYSTEM IMPACT ASSESSMENT

The entrainment and impingement effects of the cooling water intake system for the EPS project
will be assessed on the basis of historical studies and 12 months of recent plarkton and 12
months of impingement survey information. The assessment will consider the effects of
entraining larval fishes, crabs and lobsters, and impinging larger fishes and invertebrates in the
CWIS. The three methods for assessing CWIS effects are fecundity hindcasting (FH) adulit’

‘equivalent loss (AEL) and empirical transport modeling (ETM). These methods were explained . -
in Section 3.5—Assessment Methods. The report will contain estimates of AEL and FH where -

data are available to parameterize these demographic approaches.

The impacts of impingement and entrainment on source wates populations can be evaluated by
estimating the fractional losses to the popiilation attributable to the CWIS. Impingement rates

- and biomass estimates from the study will provide estimates of impingement losses that can then

be translated directly to estimate potential impingement effects on local fisheries. Estimated
entrainment losses are extrapolated to fishery losses using FH and AEL estimates. One
constraint in the modeling approach is that life history data are available for only a portion of the
entrained taxa and commercial fishery statistics will also only be available for a few of the
entrained species (e.g., California halibut, northern anchovy, white croaker). Many of the fishes

that have historically been entrained in highest numbers are small fishes that are not the focus of B

any recreanonal or commercial fishery.

Present-day findings on the EPS CWIS entrainment effects will be revicéved and assessed for the

most abundant lacval fish taxa, megalopal cancer crabs, and larval spiny lobster. By comparing

- the number of larvae and megalopae withdrawn by the power plant to the number available (i.e., '

at risk to entrainment), an estimate of the conditional mortality due to entrainment (PE) can be
generated for each taxon or species. These estimates of conditional mortality will be combined

 inthe ETM model to provide an estimate of the annual probability of mortality due to
" entrainment (P,;) that can be used for detcrmmmg CWIS effects and the potenual for long-ferm
population declines. Fishery management practices and other forms of stock assessments will

provide the context required to interpret Py, In the case of a harvested species, P must be
considered in addition to these harvcst 1osscs when assessing impacts and any potcntlal for
population decline.

_5.1" ‘Entrainment Effects Assessment

‘The assessment will focus on entrainment effects to the most abundant and to commercially or l

- recreationally important fish taxa, cancer crab megalops and lobster larvae. Larval fishes
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analyzed will tentatively be the Goby complex, three Engraulid species, three Atherinopsid

~species, California halib_ut; white croaker, black croaker, spotted sand bass, and barred sand bass..

These taxa likely comprise over 90 percent of all the entrained larval fishes based on earlier
studies. Other species, which may occur in lower abundances, may also be included in the
assessment because they represent species of commercial or recreational impo;tancc

, 5 2 Sumrnary of Entrainment Effects

The length of time that a larval fish is in the plankton and subjcct to entrainment is a key -
parameter in ETM calculations. Length measurements taken from representative samples of the
larval fish taxa presented in. Section 4.0 will be used to estimate the number of days that larvae
(for a specific taxon) are af risk to entrainment. Reports on farval duration from the scientific

. literature are likely to overestimate the period of time that larvae are exposed to entrainment.

This is because ontogenetic changes during larval development result in increased swimming -
ability or behavioral changes, such as association with the bottom or other pre-settlement

" microhabitats. Possible outliers are eliminated by basing the minimum and maximum lengths on

the ceatral 98 percent of the length distribution for a taxon and excluding the lengths of the top
and bottom percentiles. Estimates of larval growth rates (mm/day) are then used on this range to

" estimate the number of days the larvae are exposed to entrainment. The estimates of growth
rates and their source from the literature will be presented in the impact assessment section for
‘the different taxa. The average duration of entrainment risk for a taxon is calculated from the +
“bottom percentile value to the mean value, while the maximum duration is calculatéd from the

bottom percentile value to the 99 percéritiic value. Qur estimates of the period of entrainment
risk for cancer crabs and spiny lobster will be derived from literature values on the avcrage age
of the stages for each crustaocau species.

5 3 Summary of Impmgement Effects

Impingement effects in relation to source water fishery resources and potcnuai eoologxcal effects

will be summarized based on data surnmarized from the earlier impingement study (SDG&E
1980), data on fish populations in Agua Hedionda Lagoon (MEC 1995), and CDF&G caich
records for- -sport and commercial fishery resources.
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Encina Power Station
4500 Cadsbad Boulevard

Carlsbad, CA 920084301 -

Direct: (760) 268-4000 -

Fax: (760) 269-4026 .

- NRG CABRILL.O POWER OPERATIONS INC.

. Dear Mr. Phillips:

January 10, 2005

Mr. John Phillips .

San Diego Regional Water Quality Control Board
9174 Sky Park Court, Suite 100

San Diego, CA 92123-4340

Subject: Cabrilio Power I LLC Response to Comments from Tetra Tech to San
Diego Regional Water Quality Control Board on the Encina 316(5)
Cooling Water Intake Effects Entrainment & Impingement Sanpling Plan

Cabrillo Power I LLC (Cabrillo) appreciates the opportunity to respond to the

comments from Tetra Tech on the 316(B) Cooling Water Intake Effects Entrainment and
- Impingement Sampling Plan for the Encina Power Station (EPS) submitted to the San
. Diego Regional Water Quality Control Board (Regional Board) on September 2, 2004.

Tenera Environmental prepared the plan for the EPS 316(b) studics, and Cabrillo had’
thern respond to comments from Tetra Tech. Thc responses from Tenera are incorporated
into this letter and 1dentlﬁed accordmgly

The Tetra Tech comments generally call for further clasification of the study plan or

" additions to the plan that will not affect the sampling procedures currently being used.

The Tetra Tech comments (pumbered the same as on the Tetra Tech memo) with specific

" questions of Cabrillo have responses that are highlighted in boldface type. Tetra Tech’

- also made several suggestions that we have responded to in the ﬁual sectlon of this letter.

TETRA TECH COMM:ENTS AND CABRILLO RESPONSES:

1) Page 2: The authors sl:ate that they will use EPA’s criteria for sciectmg

‘appropriate target organisms for assessment, results from previous 316(b) studies,

. Aqua Hedionda Lagoon ecological surveys, and results from the upcoming study
to “determine the appropriate target organisms that will be evaluated in detail.”
Final selection of target organisms should involve consultation with the
appropriate resource agencies. Will the California Regional Water Quality
Control Board (and others) be contacted to approve target organismm s selecnou
before commencement of assessment analyscs'?

Response: The final selection of the specific target organisms will be made in
collaboration with the Regional Board and other appropriate agencies. The
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3)

sampling and processing is currently focused on fishes and sefected
macroinvertebrates; the same groups of organisms that were studied in San
Diego Bay in 2001-2003 at the Duke Energy South Bay Power Plant in San .
Diego. The final list of target organisms will be based largely on their

- abundances in the entrainment and impingement samples. The impact:

assessment will be restricted to the most abundant taxa to ensure that there
is have reasonable confidence in the resulfs.

Page 7: The MEC Analytical {1995} ecological surveys will be used to provide -
“data on fish populations in Aqua Hedionda Lagoon™ (see page 24) for the ‘
evaluation of EPS impingement effects in relation to source water fishery

* resources. The authors mention that the MEC Analytical sampling “did not -

iriclude any areas of the rocky revetment lining the Outer Lagoon that would

.increase the abundance and number of species collected.” It appears that the
‘surveys focused on the Middle and Inner Lagoons. Since the MEC Analytical

data will be used for impingement effects analyses, the search for and/or

~ collection of supplemental information for Quter Lagoon fishes may be warranted

(however, it should be noted that we have not reviewed the contents of the MEC
Amnalytical report).

Response: The MEC study utilized multiple geﬁr types that effectively
sampfed most of the habitats in Aqua Hedionda Lagoon. Cabrillo is
currently evaluating if supplemental studies of the habitats not sampled in
the MEC study are necessary and will propose those to the Regional Board if

-warrauted. These habitats include the shallow mudflats areas that are

common in the middle and inner lagoon, the rocky habitat that lines the -
bouirdary of the outer lagoon, and the artificial substrates on the piers, docks
and floats of the outer lagoon. Gobies that occur in burrows on the mudflats

" and combtooth blennies, ganbaldl and rockfishes that occur on the rocky

habitat and artificial substrates in the oufer lagoon were not eﬂ'ecuvely

| “sampled by any of the gear types used in the MEC study. The laxvae from |
-~ thiese fishes will likely be abundant in the entrainment samples and this study

will provide an estimate of their adult source water populations that will be
used in the assessment of cooling water intake system (CWIS) effects.

Page 11: The authors state that entrainment sampling began in June 2004 and will

~ continue through May 2005, Has this proposed index period changed, or was
"approval received for sampling commencement prior to the preparation and -

review of this sampling plan (Plan is dated September 2004)? Did source water
sampling also begin before this plan was written? . ‘



N

Mr. John Phillips

Cabrillo Power Response to chmnal Board Coraments on Encina 316(b) Sampling Plan
Japuary 10, 2005

Page 3 of 9

3

Respeonse: Both entrainment and source water sampling began in June 2004,
The sampling started before a sampling plan was submitted to the Regional
Board to take advantage of studies of the cooling water system that were
being conducted in association with the permitting for the desalination

" facility being proposed for constructior at the plant site by Poseidon
'Resources. The original proposal for the Poseidon study did not include the.
.more exiensive source water samphng in the final stady plan. The scope of
_ the study was expanded to conform to other 316(!)) demoustration studies

Tenera kas completed in California including the study recently completed at
the Duke Energy South Bay Power Plant in San Diego Bay. This provided -

“Cabrillo the opportunity to continue the sampling in response to EPA’s

recenﬂy pnbl:shed Phase II rule for comphance with Section 316(b) of the
Clean Water Act. :

Page 11 Enh‘a:mnent samples will be collected from the lagoon, near the intake
© structure. Is entrainment sampling not possable from  location within the EPS
- .CWIS? :

Response: Entrainment sampling conducted at ocean and estuarine power

. plants over the last ten years in California has been done in the source waters

as gear as possible to the intakes. This sampling location has been used
because studies at the Diablo Canyon Power Plant in central Califoraia
showed that large losses of planktonic organisms such as larval fishes can
occur as a result of filtering by biofouling organisms that grow on the

surfaces inside the power plant cooling water intake system. Studies have

shown reductions in densities of greater than 90 percent between intake and

disckarge samples that kave been attributed to biofouling losses, Although

the entrainment sampling proposed for the EPS with plackton nets in the:

-source waters at the power plant intake structure requires the assumption o

that the densities of organisms in the source waters are representative of the
densities of organisms that are entrained, sampling inside the power plant :
introduces additional assumptions, sampling problems, aud the known
problem of cropping by biofouling organisms. One of these problems
involves obtaining representative, well-mixed samples and sampling in
rapidly flowing water. In addition, sampling inside the plant cooling water
systemt usually requires pump sampling methods that are different than the
towed net sampling used in the source waters, therefore introducing
additional assumptions affecting comparisons between density estimates. All
of these issues have resulted in the recommendation that entrainment
sampling be done in the lagoon using nets towed as close as practical to the
intake structure. '
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8)  Page II: As part of the description of entrainment sampling methods, the authors
mention that the “accuracy of individual instruments differed by less than 5%
between calibrations.” This is mentioned as a statement. Is it intended to be a
quality standard?

Response: No, it is not intended as a quality standard, it is just a statement
~ that the difference in rotor constants between calibrations was generally less
‘than 5%. In addition to maintaining the flowmeters before and after each
survey, they are calibrated every three menths to recalculate a new rotor
constant, which is used to calculate the flow of water through the net. If the
value of a constant changes greater than 10% between calibrations, which is
almost never the case, the readings from the field data sheets are reviewed fo
determine when the change occurred. If the change in the flowmeter can be
detected from the data, the values will be adjusted using the average
difference between the two flowmeters used on the boago frame prior to that
sample; otherwise the flowmeter reading for the instrument that is within the
10% calibration range will be used to estimate the volume of seawater
filtered through both nets on the bongo frame.

S 9) . Page 11: The authors state that if the target volume of water is not filtered during

R  the enfrainment tow, the tow will be repeated until the targeted volume is reached.

Will the tow distance be extended to acoomphsh this, or will the tow truly be
“repeated?”

Response: The tow will be continued at the lagoon and entrainment stations
by extending the tow, covering the vertical depth of the water colums until
the target volume is collected. Some of the deeper nearshore samples cannot
simply be extended because it would not be possible fo collect an unbiased

sample that extended across all depths without greatly increasing the sample -

volume, In these cases, or if flowmeters are fouled with kelp, the samples are
‘discarded and the sampling is repeated at the statlon

10)  Page 12: The source water sampling methods are -said to be “identical to the
: entrainment sample collection” (with a few noted exceptions). Does that mean
. that all source water stations will be sampled concurrently with entrainment
-sampling, and during the same (four) six-hour cycles? s the source water -
sampling index period the same as the June 2004—May 2005 entrainment period?

Response. Yes, all of the stations, sonrce water and entfrainment, are sampled
during the same four six-hour blocks on the day the sarvey is conducted. All
of the statious are usually sampled within a 2-3 hour period. All of the
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11)

13)

14y

_ stations have been sampled since June 2004 with a total of elght SIrveys

collected as of December 2004. ‘

Page 13: The Inner Lagoon will be sampled with a single pushnet, Will the .
targeted volume of water be the same as theé paired net (obhque) samples taken in

- the Outer Lagoon and nearshore ocean areas?

.Respanse: Yes. The targeted volume for the lagodn source water and
entrainment samples is ‘approximately 50 m’. The volumes for samples from

- the nearshore stations may be greater, especially at the deepest stations, N4
- and NS5, where the minimum sample volume may exceed 50 m’ because the

nets are lowered through the entire water cohnmr and then retrieved.

Page I3: The authors mention that “the number of source watér gtations will be

~ evaluaied as data become available to determine if fewer stations can, be
. sampled.” More information may be warranted to explain this process, and in
- particular, to explain whether reviewing agencies wili be included in the decision ‘

process,

Response: A proposal for this or any other change in the'sampli.ng program

- would first be submitted to the Regional Board for review. Any changes

would only be implemented after review and approval by Regional Board
and other rewewmg ageuc:es

Page 14: 'I'he authors state that, “A. laboratory qualtty control (QC)

‘program...will be applied to alt samples.” Is this a printed and approved QA/QC
- plan? Ifso, it should be cited. Ifnot, what are the specific data quality objectives

for laboratory processing (e.g., sorhng efﬁcwncm mxonomlc agreement, efc. }J?

Response' The laboratory QC program is an mternal Tenera document that _
- was nof cited in the stady plan, The QC program includes a procedure for

presemng, transferring, splitting, and sorting plankton samples. There is a

. separate procedure for identification of the organisms l'rom the samples. The

following data quality objectw&s are used for sorting:

1. The ﬁrst ten samples that are sorted by an individual are completely

resorted by a designated QC sorter. A sorter is allowed to miss one target
~ organism when the original sorted count is 1-19. For original counts
above 20 a sorter must maintain a sorting accuracy of 90%.

2. After the sorter has passed 10 consecutive sorts, the program is switched
to a‘l sample in 10’ QC program for that sorter. After the sorter has




16)

19

M. John Phillips )
7 Cabrillo Power Response to Regional Board Comments on Encina 316(b) Sampling Plan
o : January 10, 2005

- Page 6of &

completed another 10 samples, one sample is randomly sele:cted by the
desigrated QC sorter for 2 QC resort.

3. If the sorfer maintains the 90% accuracy sorting rate for this sample,

then the sorter continues in the ‘1 sample in 10° QC mode.

4. Ifasample does not meet the 90% accuracy rate their subsequent '
samples will be resorted until 10 consecutive samples meet the criteria.

A similar QC procedure is used for taxonomic identification excépt that the

.taxonomist must maigtain an accuracy level of 95% for the idenfifications.

Page 15: The FH model requires specific input parameter data (e.g., age-specific
mortality} that may not be readily available. The authors state that, “...this degree
of information is rarely available for a population,” They also mention that “._.our
assessment will employ any available, scientifically acceptable sources of
information on fisheries stock or population estimates of unexploited species
entrained by the EPS.” Will adequate mput parameter data be avaxlab le, oris lt

_too early in the process to tell?

Response; The initial review of the data showed that many of the same fish
_taxa that were analyzed from other studies were also abundant in the EPS

samples. Also, similar to other studies, the majority of the fishes were small,
forage species that do not have direct commercial/recreational fishery values.

. Therefore, while it has been possible to parameterize the adult equivalent

meodels (FH and AEL) for many of these species in past studies, estimates of
their adult populations that were necessary to interpret the results of the ‘
modeling efforts were usually not available. The MEC study on the fishes of
Aqua Hedionda Lagoon and results from supplemental studies on adult
fishes will help provide some of this information. ‘

, Page I9: The impingement study methods do not mention an index period. Has
_ impingement sampling begun, and will the sampling period coincide with '
entrainment sampling (I uze 2004—May 2005)? S .

Response: Yes, impingement samplmg began in early July 2004 and will
continue through Jupe 2005. Although it does not exactly coincide with
entrainment sampling, it is close enough to capture the same seasonal-
changes iu fish and target invertebrate abundance that will be present in the
entrzinment sampling. The sampling was started in July to take advantage of
studies at the plant being conducted in association with the permitting for the

- désalination facility being proposed for construction at the plant site by
Poscidon Resources (See Tenera Response to Comment 6).
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20)  Page 20: The authors mention 2 quality control (QC) program for impingement - '
sampling. Is this a printed and approved QA/QC plan? If so, it should be cited.
If not, what are the “random cycles for re-sorting”™ and the specific quality
objectives (e.g., for sorting efficiency)?

Response: Tenera has writter procedures for conducting the impingement
sampling at EPS that all participating samplers are required to follow, A
quality control plan is part of this procedure. Each impingement sampling
team is comprised of twe qualified biologists familiar with the fish and

- invertebrate fauna likely to be impinged. The goal of the sampling is to
correctly identify, and accurately count and weigh all impinged organisms
according to the criteria in the sampling protocol. In addition to ongoing
quality control checks by samplers (e.g- consultations among team members,
superwsor involvement, preservauon of specimens of uncertain identity),

- Tenera personnel will check the counts and identifications frem two cycles of
impinged material on 2 quarterly basis. Unlike the laboratory identification
process where a 90% sorting accuracy objective is specified, a specific

- quantitative objective for the impingement QC program is not feasible
- because of the variability in the quantity and types of impinged material, The
- objective is 100% accuracy. Tenera will document the resulfs of the QC

- checks and implement any corrective actions necessary to ensure compliance

with the written procedures :

21y . Page22; The authors state that, “Aitﬁdugh we have proposed to sample normal

impingement weekly, we will evaluate the potential to reduce the sampling

. frequency to once every two weeks,” More information may be warranted to.

. explain this process, and in particular, to explain whether reviewing agcncxes will
be mciuded in the decxsmn process.

Respanse. See response to Comment 13. .

. 22)"  Page 23: The authors state that, “Fishery managcment practices and other forms

of stock assessments will provide the coutext required to interpret [the estimate of
the annual probability of mortality diie to entrainment].” The data types
mentioned may not be available for some of the most frequently entrained fishes

" (¢.8, non-commercial /non-recreational species). Will adequate evaluation data
be available, or is it too carly in the process to tell?

Response: See response to Comment #16. The MEC study on the fishes of
Agua Hedionda Lagoon will help provide this information for the small,
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estuarine, [‘urage species that are not targeted by commercial or recreauonal

‘ fishenes

23)  Page 23 and 24: Potentfial target organisms are mentioned. Comment 1 (above)
applies here. 'Will the California Regional Water Quality Control Board (and
others) be contacted to approve target organism selectlon before commencement
of assessment analyses? :

Response: See response to Comment I.

SUGGESTIONS

. | The goveming regulatory/resource agencies should be given the opportunity to

. consider and approve/reject: the selection process for representative species
{mentioned in comments 1 and 23, above); the possible reduction in the number
of source water sampling stations (comment 13} and the possxble reduced
impingement samplmg frequency.

. Response: See respouses to comments 1, 13, and 23. Proposals for these, or
any other, change to the sampling program would first be submitted to the
Regional Board for review. Any charges would only be implemented after

. review and approval by the Regional Board.

*  The tomporal aspects of the study questioned in comments 6, 10 and 19 (above)

need to explained in more detail.

Response: See r__éiponses to Comments 6 and 19. -

. The qilality control program needs to be described in more detail (see comments

14 and 20}, or the QA/QC plan shouid bc cited and!or attached as an appendix.

Response' Procedures for the samphng and laboratory processmg will be
submitted as attachments to the study plan.

. As mentioned previously, the study plan was obwously developed by qualified

- and experienced contractors, and we think that their study desi g is conceptually
valid. Most comments listed above rcpresent the need for relatively minor
clarifications or additions.

- Thank you again for the op'poruuﬁty to respond 1o the comments from Tetra Tech.
The study being conducted by Tenera Environmental is based on the design used for the

- enfrainment and impingement studies af the Duke Energy South Bay Power Plant in San
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- Diego Bay. These studies were required for the plant’s NPDES- permnit that was recently

approved by the Regional Board. "_I'herefore, we are confident that the study will provide
the information necessary for Cabrillo Power I LLC to comply with EPA’s recéntly

* published Phase 1 rule for Section 3 16(b) of the Clean Water Act. We look forward to

wotking with you and the other Regional Board staff on this project and would be

" available to discuss our responses to these comments at your convcnience

It ycu have any questions or comments, plcasc contact Mr. Tim Hemig at {760) 268—
4037.

Sincerely, '
Cabrillo Power [LLC

' By: Its-Authorized Agent,

f/a?n}j/aéﬂ—

By: NRG Cabrillo Power Operations Inc.
Gregory J. Hughes
Regional Plant Mana_ger

ce: Tim Hemig (Cabrillo)

Sheila Henika (Cabrillo)
John Steinbeck (Tenera)
Pedro Lopez (Cabrillo) .
Hashim Navrozali (Regional Board)




